Delivery Order No. 0017
Contract Number
DACA31-93-D-0064

U.S. Army
Environmental
Center

U.S. ARMY ENVIRONMENTAL CENTER

WOODBRIDGE RESEARCH FACILITY
1995 ASBESTOS SURVEY

WOODBRIDGE, VIRGINIA

Unlimited Distribution
Approved for Public Release

FINAL REPORT

19951114 131

This document is printed on recycled paper

s Qe S
JRNATF SR AN TRy g ey ma

AEC Form 45, 1 Feb 93 replaces THAMA Form 45 which is obsolete.




Form Approved

REPORT DOCUMENTATION PAGE OMB No. 0704-0188

Davis tighway, Suite 1204, Arlington, VA 22202-4302, and to the Office of Management and Budqet, Paperwork Reduction Project (0704-0188), Washengton, DC 20503,

Public reparting burden tor thus collection of intormation rs estimated 10 average 1 hour per response, incluging the tme tor reviewing instructions, searching existing data sources,
gathering and maintaining the data needed. and completing and reviewing the collection of information. Send comments regarding this burden estimate or any other aspect of this
collection of information, including suggestions for reducing this burden_ to Washington Headquarters Services, Directorate {or Infarmation Operauons and Reports, 1215 Jetfarson

1. AGENCY USE ONLY (Leave blank) 2. REPORT DATE 3. REPORT TYPE AND DATES COVERED
October 6, 1995 Asbestos Survey, August 1995
4. TITLE AND SUBTITLE 5. FUNDING NUMBERS
Woodbridge Research Facility 1995 Asbestos Survey U.S. Department of the
Army Contract No.
6. AUTHOR(S) DACA31-93-D-0064
Van Noah, Bryant Bullock, and Darryl K. Horne, P.E. Delivery Order No. 0017
7. PERFORMING ORGANIZATION NAME(S) AND ADDRESS(ES) 8. PERFORMING ORGANIZATION
. . . REPORT MUMBER
Horne Engmeering Services, Inc.
4501 Ford Ave. Suite 1100 4018007
Alexandria, Virginia 22302-1435
9. SPONSQORING/MONITORING AGENCY NAME(S) AND ADDRESS(ES) 10. SPONSORING / MONITORING

AGENCY REPORT NUMBER

U.S. Army Environmental Center
ATTN: SFIM-AEC-BCC (Mr. Jeffrey H. Waugh)
Aberdeen Proving Ground, Maryland 21010-5401

11, SUPPLEMENTARY NOTES

12a. DISTRIBUTION / AVAILABILITY STATEMENT 12b. DISTRIBUTION CODE
See DoDD 5230.24,
“Distribution Statements on Technical Documents.”

13. ABSTRACT (Maximum 200 words)

U.S. Army Woodbridge research Facility (WRF) is a former military communication
center and research and development laboratory where electromagnetic pulse energy was
tested on military and other equipment. The facility is presently inactive and in the
process of being closed or transferred to another government agency as part of the 1991
Base Realignment and Closure (BRAC) list. This asbestos survey fulfilled a DOD policy
requirement for an asbestos survey prior to property transfer. A total of 142 bulk samples
were collected and later analyzed by polarized light microscopy, coupled with dispersion
staining techniques to determine if any of the samples could be categorized as asbestos
containing material (ACM). Six of the 142 bulk samples collected were ACM; however,
none were friable or significantly damaged. No remediation of ACM was required.

14. SUBJECT TERMS 15. NUMBER OF PAGES
Woodbridge Research Facility, Asbestos Survey, Final Report, 16. PRICE CODE
17. SECURITY CLASSIFICATION 18. SECURITY CLASSIFICATION 19. SECURITY CLASSIFICATION 20. LIMITATION OF ABSTRACT
OF REPORT OF THIS PAGE OF ABSTRACT
Unclassified Unclassified Unclassified None
NSN 7540-01-280-5500 Standard Form 298 (Rev. 2-89)

Prescnibed by ANSE Std 23918
298-102




Contract Number: DACA31-93-D-0064

WOODBRIDGE RESEARCH FACILITY
1995 ASBESTOS SURVEY

WOODBRIDGE, VIRGINIA

October 6, 1995

Accesion For -

NTIS CRAZI N
DTIC TAB 4
Prepa.red for: Unannounced ]
U.S. Army Environmental Center Justification

" ATTN: SFIM-AEC-BCC (Mr. Jeffrey H. Waugh)
Aberdeen Proving Ground, Maryland 21010-5401 | By

Distribution [

Availability Codes

Dist Avail and]or
ist ci
Prepared by: SPC!ClaR

X ¢\ Horne Engineering /- i

y77, And Environmental '
Services
Horne Engineering Services, Inc.

4501 Ford Avenue, Suite 1100
Alexandria, Virginia 22302

"The work contained in this document was conducted under Contract DACA31-93-D-0064 for the U.S. Army
Environmental Center (AEC). The publication of this document does not indicate endorsement by the AEC, nor should
the contents be construed as reflecting the official position of the AEC."

"Printed on Recycled Paper.”




TABLE OF CONTENTS

EXECUTIVE SUMMARY ... e e e e e i
1.0 INTRODUCTION . . e e e e e e e e e e 1
2.0 BACKGROUND ... e e e e e e 1
3.0 PURPOSE . .. e 2
4.0 SUMMARY OF PREVIOUS STUDIES .. ... ... ... 2
4.1 1990 Asbestos Location SUIvey ... .....coitinitiiininiiiiiineennn. 2

4.1.1 Building Number 201 . ..... ... ... ... . . . 2

4.1.2 Building Number 202 . . .. ... e 2

4.1.3 BuildingNumber 203 .. ... ... .. .. e 3

4.2 1991 Enhanced Preliminary Assessment . ............. .. ... oiinnnon... 3

5.0 1995 ASBESTOS SURVEY RESULTS ... ... i 4
5.1 Building 101 ... .. e 5

52 Building 102 ... ... 6

5.3 Building 201 .. ... 6

54 Bullding 202 ... ... e 9

55 Building203 ........ ... ... il e 11

5.6 Building 204 . ... .. 14

5.7 Building 210 ... 14

5.8 Building 211 ... 14

59 Building 306 .. ... 16

5.10 Exterior Samples . ... ... .. e 16

6.0 CONCLUSIONS AND RECOMMENDATIONS ....... ... ... ... ... 17

APPENDIX A - Figures showing sampling locations for each building

APPENDIX B - Laboratory analysis results and chain of custody forms
(chain of custody forms are included in a separate enclosure)

APPENDIX C - USAEC checklists and summary sheets.for all samples
(USAEC checklists are included in a separate enclosure)




EXECUTIVE SUMMARY

The Army Environmental Center (AEC) contracted Horne Engineering Services, Inc.
(Horne Engineering) to perform an asbestos survey for the Woodbridge Research Facility (WRF),
Woodbridge, Virginia under contract number DACA31-93-D-0064, delivery order number 0017.
Horne Engineering conducted an initial field visit on May 9, 1995, to evaluate potential bulk
sample locations. A technical plan was subsequently prepared for, and approved by the AEC.
Field work for the asbestos survey portion of this project was conducted on July 5 and 6, 1995.

For the purposes of this survey, all 9"x 9" floor tiles found at the survey site are assumed
to contain asbestos. This type of floor tile is present in buildings 101, 201, 202, and 203 at the
locations noted on the drawings in Appendix A. A ten-foot diameter area of 9"x 9" tiles in room
108 of building 203 is water damaged. The tiles are warped and loose from their mastic exposing
another layer of 9"x 9" tiles below. The asbestos in the tile is not friable and does not pose a
threat to human health. According to State and Federal Regulations and Department of Defense
Policy, the tile does not have to be removed.

A total of 142 bulk samples were collected and later analyzed by polarized light
microscopy coupled with dispersion staining techniques to detect if any of the samples are
asbestos containing materials (ACM). An ACM, as defined by the Environmental Protection
Agency, is one that contains greater than 1 percent asbestos by volume. Of the 142 bulk samples
collected, six are ACM’s. None of the ACM present at the WRF is friable or damaged in a way
that would require removal.

*  One of the nineteen samples collected from building 211 is an ACM. The white duct
glue on the duct work above the suspended ceiling in room 307 contains 10 to 20
percent chrysotile asbestos.

¢ Two of the thirty-eight samples collected from building 203 are ACM. White glue on
the duct work in room 102, and the black glue on the duct work in room 225, contain
5 to 10 percent chrysotile asbestos.

e Two of the forty-four samples collected from building 201 are ACM. The 12"x12"
beige with white and gray mottling floor tile in the lobby of building 201, contains 5 to
10 percent chrysotile asbestos. The white glue on the duct work above the suspended
ceiling in room 166 contains 5 to 15 percent chrysotile asbestos.

e One of the eleven samples collected from building 202 contains asbestos. The
12"x12"green and gray floor tile with white streaks in room 101 contains 5 to 10
percent chrysotile asbestos. The mastic from this tile is also an ACM containing 1 to 5
percent asbestos. ’




Sample number D032, a 12"x12" floor tile, contains less than 1 percent asbestos according
to the laboratory analysis. This 12"x12" floor tile was identified as containing from 1 to 5 percent
asbestos in an asbestos survey conducted by Biospherics, Inc. (Biospherics) on August 10, 1990.
The discrepancy between these two analyses is small and is most likely due to the limitations of
polarized light microscopy in identifying asbestos in floor tiles. As a conservative measure, this
material should be managed as an ACM.

Samples collected from buildings 101, 102, 204, 210, and 306, and the samples from the
culvert and the exterior of building 203, do not contain asbestos.
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1.0 INTRODUCTION

The Army Environmental Center (AEC) contracted Horne Engineering Services, Inc.
(Horne Engineering) to perform an asbestos survey for the Woodbridge Research Facility (WRF),
Woodbridge, Virginia under contract number DACA31-93-D-0064, delivery order number 0017.
Field work for this project was conducted on May 9 and July 5 and 6, 1995.

2.0 BACKGROUND

The WRF was established in 1951 as a military radio station. Currently, the WRF is an
inactive facility under the command of the Army Research Laboratory, headquartered in Adelphi,
Maryland. In the fall of 1995, the facility is scheduled for transfer to the U.S. Fish and Wildlife
Service. This asbestos survey is a requirement of this property transfer under the Base
Realignment and Closure (BRAC) program, 1991 BRAC list. The WRF consists of nine buildings
on 579 acres of government owned land. '

The scope of this asbestos survey encompasses the interior of all nine buildings. AEC also
requested that an exterior pipe on the southern side of building 203, and a culvert on the
northeastern corner of WRF be sampled. The following table generally describes the nine
buildings sampled:

W Bulldfsr || CareemtUse | Year B}mi | stre L A
% Nitaber: 1 et B : b G CSqFt
101 Main Sentry Station 1970 1 1216
102 Sentry Station 1963 1 38
201 Electronic Equipment Facility 1952 1 24306
202 Facility Engineering/Motor Pool 1952 1 15093
203 Electronic Equipment Facility 1952 2 13748
204 Facilities Engineering Storehouse 1964 1 456
210 Sentry Station 1954 1 80
211 Electronic Equipment Facility 1979 3 18000
306 Command and Control Facility 1979 2 1920
1




3.0 PURPOSE

The purpose of this project is to identify the locations and condition of asbestos containing
materials (ACM) within the nine buildings at the WRF and document it for a BRAC transfer of
the property.

4.0 SUMMARY OF PREVIOUS STUDIES
4.1 1990 Asbestos Location Survey

During the initial site meeting Horne Engineering was provided with the written portion of
an asbestos location survey that was previously conducted by Biospherics, Inc. (Biospherics), on
August 10, 1990. This, referred to in this report as the 1990 Asbestos Location Survey,
addressed suspected ACM in buildings 201, 202, and 203. The other six buildings present at the
WRF were not addressed in the Biospherics survey. None of the enclosures for the report
including the drawings showing location of samples and ACM were available for review.
According to the Army Research Laboratories (ARL), all friable ACM has been removed from the
nine buildings. There is not enough available data to document the Biospherics’ survey or
subsequent abatements for the upcoming BRAC transfer adequately. The survey for this 1995
project concentrated on verifying the Biospherics findings and documenting the location and
extent of asbestos containing materials in the remaining six buildings. The following is a summary
of the asbestos survey results from the 1990 Biospherics report.

4.1.1 Building Number 201

Of the forty bulk samples collected in building 201, ten were asbestos-containing. The
materials that contained asbestos included fibrous block and corrugated paper pipe insulation,
debris from pipe insulation in rooms W148 and E155, pipe fitting insulation on fiberglass insulated
lines, and flexible duct joints. The materials sampled that did not contain asbestos were ceiling
plaster, plaster overpour on structural beams, 12"x12" interlocking acoustical ceiling tiles, and
2'x4' drop-in acoustical ceiling tiles.

4.1.2 Building Number 202

Of the thirteen bulk samples collected in building 202, four were asbestos-containing.
The asbestos containing materials included pipe fitting insulation and a fabric flex joint that was
hanging from a heater unit. The materials sampled that did not contain asbestos were textured
ceiling material, 12"x12" interlocking acoustical ceiling tiles, and 2'x4' drop-in acoustical ceiling
tiles. '




B

4.1.3 Building Number 203

Of the thirty-seven bulk samples collected in building 203, sixteen contained asbestos.
The materials found to contain asbestos included pipe insulation and pipe insulation debris in the
building's crawl space; stack, boiler, and pipe insulation in the building's boiler room; and pipe
insulation, flexible duct joints, one type of floor tile, and ceiling tile mastic in the building's
occupied space. The sampled materials that did not contain asbestos were fire brick from the
boiler interior, pipe fitting insulation associated with fiberglass insulated piping on the first and
second floors, ceiling plaster, and 2'x4' drop-in acoustical ceiling tiles.

Biospherics subcontracted Wayne Insulation to conduct an asbestos abatement of the
thermal and domestic water system insulation in buildings 201, 202, and 203. The abatement
project was to remove all of the insulation that contained asbestos. Additional work was done in
building 101 through change orders coordinated with ARL.

4.2 1991 Enhanced Preliminary Assessment

During the initial site meeting, Horne Engineering was also provided with an Enhanced
Preliminary Assessment conducted by Roy E. Weston, Inc. (Weston). The field work for the
1991 Enhanced Preliminary Assessment occurred in September of 1991 and is documented in the
report dated March 2, 1992. The Weston report addressed many areas of environmental concern
on WRF. However, for the purposes of this report, only the section concerning asbestos (Section
3.11) was reviewed. The following is a summary of the asbestos section of the assessment.

The Weston report stated that all ACM from the domestic waterlines, steam lines, and
pipe elbows were abated in the 1980s. The report stated that troweled-on plaster containing
asbestos was also removed. The Weston report references contract documents, dated September
29, 1990, describing sampling and subsequent ACM abatement done in buildings 201, 202, and
203. This abatement was done by Capitol Contractors, Inc. The ACM identified and abated in
this effort included pipe insulation, lagging, debris on underlying ceiling tiles, and wall board.
According to Mr. Steve Rock, of the Army Research Laboratory, Biospherics and Wayne
Insulation were subcontracted by Capitol Contractors, Inc. to perform an asbestos location survey
and an asbestos abatement for the WRF because of this Enhanced Preliminary Assessment. The
results of that work are described in section 4.1 above.

The Enhanced Preliminary Assessment also stated that during field activities additional
suspect ACM was identified. These materials included 9"x9" floor tiles in all buildings, pipe
insulation on boiler pipes in Building 211, and fire door insulation in Building 201.




5.0 1995 ASBESTOS SURVEY RESULTS

On July 5 and 6, 1995, Bryant Bullock, an environmental scientist and Michael Bowers, an
environmental engineer with Horne Engineering, performed an asbestos survey of the WRF. Van
Noah, the Project Manager, ensured the survey was conducted according to the Technical Plan
approved by the USAEC.

The Technical Plan for this survey was developed after the May 5, 1995 initial site visit
and included a Work Plan, a Quality Assurance Project Plan (QAPP), and a site specific Health
and Safety Plan. Horne Engineering investigated each of the areas identified as having an ACM in
the Biospherics report. Mr. Steve Rock, Industrial Hygienist, of ARL also went on the initial site
visit to point out where Wayne Insulation had abated all the friable ACM. Mr. Bryant Bullock, an
AHERA accredited asbestos inspector, concluded that all the friable asbestos appeared to have
been abated. The water pipe insulation appeared to be new in the areas referred to in the
Biospherics report.  The pipe joints were insulated with fiberglass in a modern type white formed
plastic cover. Some pipes in floor and wall chases were left without insulation. There was no
evidence of any remaining asbestos containing insulation.

The Scope of Work for this project did not include areas behind solid walls and assumed
that all 9"x9" floor tiles are ACM. The 9"x9" floor tile is present in buildings 101, 201, 202, and
203 at the locations noted on the drawings in Appendix A.

Horne Engineering collected a total of 142 bulk samples for analysis by the polarized light
microscopy method according to the Technical Plan. Oneil M. Banks, Inc., in Bel Air, Maryland,
analyzed 135 samples. Six of those 135 non-duplicate bulk samples are ACM. None of the six
samples analyzed as ACM’s are from friable or significantly damaged materials. One out of every
twenty samples was collected as a duplicate according to the QAPP. Separate analysis of
duplicate samples provides a check on the validity of the sample handling and laboratory results.
The seven duplicate samples are numbers C020, D040, D060, E080, E100, F120, and X140.
Law Engineering, Inc., in Chantilly, Virginia analyzed the duplicate samples. None of the
duplicate samples or the corresponding non-duplicate samples contained asbestos. The locations
and extent of the ACM and the 9"x9" floor tile (assumed to be ACM) are depicted on the site
plans included in Appendix A.

All of the ACM in the nine buildings at the WRF is non-friable and does not require
abatement. All of the samples are assessed as “F - No Immediate Action” or “E - Monitoring” on
the USAEC Asbestos Checklist. Both ratings do not require abatement but do require an
operations and maintenance plan (O&M plan). The checklists and rating index are covered in
more depth in Appendix C. The O&M plan for the WRF should address the duct glue and floor
tile ACM’s. An O&M plan of this type is required to ensure personnel living and working in -
areas where ACM is present are aware of it and avoid inadvertently causing the material to
become friable. Both the floor tiles and duct glues have asbestiform fiber locked in a non-friable
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matrix and do not present a health hazard with normal administrative use.

Building drawings, laboratory documentation, and the USAEC asbestos checklists are
included in Appendix A, B, and C of this report. The subsections that follow are arranged by
building number. Each building paragraph includes the following information:

* asummary of all ACM identified,
* the hazard ranking system results from the USAEC checklist (Appendix C),
* and a table describing the samples collected and the analysis results.

The abbreviations NAD and NA in the following tables stand for “no asbestos detected”

and “not applicable,” respectively. Samples that tested positive for asbestos in any amount are
shaded.

5.1 Building 101

None of the ten samples collected from building 101 are ACM. The sample descriptions
and analysis results are presented below.

Sample Number Building ‘Roomv Description g  |% Asbestos Type ofAsbestos

B 003 101 102 |[12"x12" Floor Tile (Gray with NAD NA
‘White and Gray Mottling)

B 004 101 102 |12"x12" Floor Tile Mastic (Gray NAD NA
with White and Gray Mottling)

B 005 101 NA [12"x12" Floor Tile (Gray with NAD NA
White and Gray Mottling)

B 006 101 NA |Black Mastic from 12"x12" Floor NAD NA
Tile (Gray with White and Gray
Mottling)

B 007 101 102 [Drywall and Joint Compound NAD NA

B 008 101 103 |2'x4’ Ceiling Tile (Marble Pattern NAD NA
w/ Pinholes)

B 009 101 NA [2'x4' Ceiling Tile (Marble Pattern NAD NA
w/Pinholes) :

B 010 101 NA 6" Black Cove Molding NAD NA

5




Sample | Number | Building | Room |Description | % Asbestos "I’y]")kéot.‘;A'sbiesms
B 011 101 NA |Black Mastic from 6" Black Cove NAD NA
Molding
B 012 101 105 [Duct Gasketing Material NAD NA

5.2 Building 102

Neither of the two samples collected from building 102 are ACM. The sample
descriptions and analysis results are presented below.

Sample | Number | Building | Room |Description ' |% Asbestos **.,Type of Asbestos
A 001 102 NA |Painted Drywall and Joint NAD NA
Compound
A 002 102 NA [Tan Counter Top Mastic NAD NA

5.3 Building 201

The 1990 Biospherics report identified the following ACM in building 201:

debris from pipe insulation in rooms W148 and E156,

fibrous block and corrugated paper pipe insulation,

pipe fitting insulation on fiberglass insulated lines,

and flexible duct joints,

All of the pipe insulation and other ACM appears to be gone as assessed in the initial site
visit. Horne Engineering sampled debris in steam line chases to assure that no ACM was left.

For our survey, two of the forty-four samples collected from building 201 are ACM. The
12"x12" beige with white and gray mottling floor tile in the lobby of building 201 contains 5 to 10

percent chrysotile asbestos. The white glue on the duct work above the suspended ceiling in

room 166 contains 5 to 15 percent chrysotile asbestos. The USAEC Asbestos checklist

assessment index for both material is “E - Monitoring.” The sample descriptions and analysis
results are presented below.




Sample | Number | Building | Room [Description % Asbestos | Type of Asbestos

E 070 201 N106 [2'x4' Ceiling Tile (Mottled Pattern NAD NA
w/Pinholes)

E 071 201 N106 |2'x4' Ceiling Tile (Marbled NAD NA
Pattern w/Pinholes)

E 072 201 N106 [Drywall and Joint Compound NAD NA

E 073 201 N106 |Debris in Steam Line Chase NAD NA

"B | 074 | 201 |Lobby[12'%I2" Floor Tile (Beige =~ | 110
B i - [w/White and GrayMottling) -~ |

E 075 201 Hall [2'x4' Ceiling Tile (Pocked NAD NA
w/Small and Large Pinholes)

E 076 201 Hall {Brown Mastic NAD NA

E 077 201 N101 {4'x8' Primary Ceiling NAD NA

A
E 078 201 N101 [Tan Plaster Wall Material NAD NA
A

E 079 201 N101 |Drywall Plaster Compound NAD NA

E 080 Duplicate of EO81 NAD NA

E 081 201 N101 [White Thermal System Pipe NAD NA
Sealant

E 082 201 N107 [12"x12" Acoustical Tile (2" Dot NAD NA
Pattern)

E 083 201 N107 [Brown Mastic from 12"x12" NAD NA
Acoustical Tile (2" Dot Pattern)

E 084 201 N107 [2'x4' Ceiling Tile (Straight Wormy| NAD NA
Pattern w/Small and Large
Pinholes)

E 085 201 N107 [2'x4' Ceiling Tile (Marbled NAD NA
w/Many Pinholes)
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‘N umBér‘

Typeof Asbestos

Sample Building |Room |Description % AsBestos

E 086 201 N107 [2'x4' Ceiling Tile (Bone Colored, NAD NA
Marbled, w/Pinholes)

E 087 201 N107 |4" Black Cove Molding NAD NA

E 088 201 N107 |Brown Mastic from 4" Black Cove NAD NA
Molding

E 089 201 N109 |6" Black Cove Molding NAD NA

E 090 201 N109 |Brown Mastic from 6" Black Cove NAD NA
Molding

E 091 201 N111 |Plaster Wall NAD NA

E 092 201 N101 |Electrical Chase Debris NAD NA

E 093 201 N116 [Drywall and Joint Compound NAD NA

E 094 201 N118 |Brown Mastic Above Ceiling NAD NA

E 095 201 N118 [12"x12" Floor Tile (Beige NAD NA
w/Brown and White Mottling)

E 096 201 W154 |Drywall and Joint Compound NAD NA

E 097 201 E157 |4" Brown Cove Molding NAD NA

E 098 201 E157 {Mastic from 4" Brown Cove NAD NA
Molding

E 099 201 E157 |Drywall and Joint Compound NAD NA

E 100 Duplicate of E101 NAD NA

E 101 201 E169 |12"x12" White Acoustical Tile (1" NAD NA
Dot Spacing)

E 102 201 E169 [Brown Mastic from 12"x12" NAD NA
White Acoustical Tile (1" Dot
Spacing)

E 103 201 E166 {12"x12" White Acoustical Tile NAD NA

(2" Spacing)




Sérﬁple’ Number | Building | Room |Description % Asbe§f6§ Type of Asbestos
E 104 201 E166 [12"x12" Floor Tile (Beige NAD NA
w/White and Gray Mottling)
E 105 201 E166 {Wall Plaster NAD NA
E 106 201 E168 [Particle Board Tan Mastic NAD NA
E | 107 | 201 |E166 [White Duct Glue
E 108 201 E166 |Drywall and Joint Compound NAD NA
E 109 201 E166 |Green Painted Wall Plaster NAD NA
E 110 201 Hall [Painted Drywall and Joint NAD NA
(S120) {Compound
E 111 201 Hall |2'x4’ Ceiling Tile (Mottled NAD NA
(W14 |w/Pinholes)
8)
E 112 201 W148 {Painted Drywall and Joint NAD NA
Compound
E 113 201 W151 [2'x4" Ceiling Tile (Pocked NAD NA
w/Small and Large Pinholes)
E 114 201 W140 |4" Brown Cove Molding NAD NA
E 115 201 Maint. |2'x4' Ceiling Tile (Wormy Pattern NAD NA
w/Large Pinholes and Woven
Texture)

5.4 Building 202

The Biospherics report identified pipe fitting insulation and a fabric flex joint hanging from
a heater unit as ACM. All of the pipe insulation and other ACM appears to be gone as assessed in

the initial site visit. There were no fabric flex joints hanging from any heater units.

One of the eleven samples collected from building 202 is ACM. The 12"x12"green and
gray floor tile with white streaks in room 101 contains 5 to 10 percent chrysotile asbestos. The
mastic from this tile is also an ACM containing 1 to 5 percent asbestos. The mastic and the tile

were collected as one sample because they could not be separated in thé field. The materials were
separated at the analysis laboratory. The mastic is identified separately as sample number F123A
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in the table below. Both materials were recorded on one USAEC Asbestos checklist but put in
the summary as separate lines. The USAEC Asbestos checklist assessment index for both
materials is “E - Monitoring.” The sample descriptions and analysis results are presented below.

Sample Number ,Biiildil'lg Room Descripfiqxi T e Asbésto_s Typgpf Asbestos
F 116 202 121 (4" Black Cove Molding NAD NA
F 117 202 121 |Brown Mastic from 4" Black Cove NAD NA
Molding
F 118 202 117 |Gray, Fibrous Debris NAD NA
F 119 202 115 {Painted Drywall and Joint . NAD NA
Compound
F 120 - Duplicate of F121 NAD NA
F 121 202 103C |12"x12" White Acoustical Tile NAD NA
w/Small Pinholes
F 122 202 101 |Drywall and Joint Compound NAD NA
CF | 123 | 202 | 101 [12°x12" Floor Tile (Greenand | 5-10 | - Chrysotile
e R Gray w/White Streaks) ' o

| F | 1234 | 202 | 101 [Black Mastic from 12'x12"Floor | 15 |
iyl - b0 [Tile(Greenand Gray w/White | = = ,
Seaky 0 B
F 124 202 103 |Ceiling Material NAD NA
F 125 202 114 4" Black Cove Molding NAD NA
F 126 202 114 |Brown Mastic from 4" Black Cove NAD NA
Molding
F 127 202 114 IDrywall and Joint Compound NAD NA
10




5.5 Building 203
The 1990 Biospherics report identified the following ACM in building 203:

*  pipe insulation and pipe insulation debris in various areas throughout the building,
¢ and flexible duct joints, floor tile, and ceiling tile mastic in the occupied space.

All of the pipe insulation appears to be gone as assessed in the initial site visit. The boiler
room has newer looking insulation and new labeling suggesting all the insulation was replaced.
The floor tile analyzed as ACM by Biospherics contained less than 1 percent in the sample
collected as part of this survey. The discrepancy between these two analyses is small and is most
likely due to the limitations of polarized light microscopy (PLM), a visual form of microscopy, in
identifying asbestos in floor tiles. The extremely small size and clumped distribution of asbestos
fibers in floor tile makes them very difficult to detect using visual microscopy. Biospherics
sampled this 12"x12" floor tile in three locations of the main entrance. The results of the analysis
were 1 to 2 percent asbestos in two locations and 2 to 5 percent asbestos in the other.

The results of our survey show two of the thirty-eight samples collected from building 203
as ACM. The white glue on the duct work in room 102, and the black glue on the duct work in
room 2235, contain 5 to 10 percent chrysotile asbestos. The USAEC Asbestos checklist
assessment index for both materials is “F - No Immediate Action.” The floor tile collected as
sample number D032 had detectable amounts of asbestos but not enough to classify it as ACM.
Because the same material was analyzed as ACM by Biospherics, Horne Engineering decided to
conservatively classify the material as an ACM. The sample descriptions and analysis results are
presented below.

Sample Number ‘Building |Room Description ‘ *|% Asbestos Type of As’besfos
D 032 | 203 | Main |[12"x12" Floor Tile (Tan <l ;
' ¢ | Ent. Iw/Orange, Brown, and White . Rei
D 033 203 Main [Black Mastic from 12"x12" Floor NAD
Ent. [Tile (Tan w/Orange, Brown, and
White Mottling)
D 034 203 Main (Staircase Tread NAD NA
Ent.
D 035 203 Main |Mastic from Staircase Tread NAD NA
Ent.
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Sample.| Number | Building | Room |Description - |% Asbestos | Type of Asbestos
D 036 203 117 |Tan Plaster Base Material NAD NA
D 037 203 117 {White Drywall Material Over Tan NAD NA

Plaster
D 038 203 124 |Brown Mastic from 12"x16" NAD NA
Acoustical Tile (3/8" Dot Pattern)
D 039 203 124 112"x16" Acoustical Tile (3/8" Dot NAD NA
Pattern)
D 040 Duplicate of D041 NAD NA
D 041 203 124 |2'x 2' Floor Tile NAD NA
D 042 203 Main {6" Black Cove Molding NAD NA
Ent.
D 043 203 Main {Tan Mastic from 6" Black Cove NAD NA
Ent. |Molding (Outer Layer)
D 044 203 Main |[Black Mastic from 6" Black Cove NAD NA
Ent. |Molding (Inner Layer)
D 045 203 108 {Tan Plaster Base Material NAD NA
D 046 203 108 |White Drywall Material Over Tan NAD NA
Plaster
D 047 203 108 |Drywall and Joint Compound NAD NA
D 048 203 102 |[Tan Duct Glue
’ D | 049 | 203 | 102 |WhiteDuctGlue
D 050 203 102 |Brown Mastic
D 051 203 102 |2'x4' Ceiling Tile (Mottled Pattern NAD NA
w/Small Pinholes)
D 052 203 125 [4" Black Cove Molding NAD NA
D 053 203 125 [Brown Mastic from 4" Black Cove NAD NA
Molding
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Room

Sample | Number | Building Description *|% Asbestos | Type of Asbestos
D 054 203 124 4" Brown Cove Molding NAD NA
D 055 203 124 |Brown Mastic from 4" Brown NAD NA

Cove Molding
D 056 203 225 |Drywall and Joint Compound NAD NA
D 057 203 225 |Plaster NAD NA
D | o058 | 203 |225 [BlackDuctGle 510 | Chrysotile
D 059 203 224 16" Black Cove Molding NAD NA
D 060 Duplicate of D061 NAD NA
D 061 203 224 |Brown Mastic from 6" Black Cove NAD NA
Molding
D 062 203 219 |Brown Mastic from Corkboard NAD NA
D 063 203 2nd |2'x4’ Ceiling Tile (Mottled Pattern NAD NA
Floor |w/Pinholes)
Hall
D 064 203 2nd |2'x4' Ceiling Tile (Marbled NAD NA
Floor [Pattern w/Pinholes)
Hall
D 065 203 2nd |2'x4’ Ceiling Tile (Wormy Pattern NAD NA
Floor [w/Pinholes)
Hall
D 066 203 210 |Beige, Painted (2 coats) Drywall NAD NA
and Joint Compound
D 067 203 205 {Drywall and Joint Compound NAD NA
D 068 203 210 [2'x4’ Ceiling Tile (Mottled Pattern NAD NA
w/Pinholes)
D 069 203 202 |Tan Pressboard NAD NA

13




5.6 Building 204

Neither of the two samples collected from building 204 contains asbestos. The sample
descriptions and analysis results are presented below.

Sample | Number | Building | Room |Description % Asbestos TypeofAsbestos
H 130 204 NA |Concrete Floor NAD NA
H 131 204 NA |Concrete Ceiling NAD NA

5.7 Building 210

Neither of the two samples collected from building 210 is ACM. The sample descriptions

and analysis results are presented below.

Sample | Number | Building | Room [Description 1% Asbestos| Type of Asbestos
G 128 210 NA ]12"x12" Floor Tile (Beige NAD NA
w/Black & White Mottling)
G 129 210 NA }Tan Mastic from 12"x12" Floor NAD NA
Tile (Beige w/Black & White
Mottling)

5.8 Building 211

One of the nineteen samples collected from building 211 is an ACM. The white glue on
the duct work above the suspended ceiling in room 307 contains 10 to 20 percent chrysotile

asbestos. The USAEC Asbestos checklist assessment index for the material is “F - No Immediate

Action.” The sample descriptions and analysis results are presented below.

Sample | Number ‘Building |Room [Description % Asbestos ',Tyfie‘pf Asbestos
C 013 211 315 [2'x4' Ceiling Tile (Wormy Pattern NAD NA
w/Large Pinholes)
C 014 211 Hall {2'x4' Ceiling Tile (Wormy Pattern NAD NA
w/Small Pinholes)
C 0t5 211 307 |Drywall and Joint Compound NAD NA
14




_S__amfilé. N umbénﬁi‘f "Bnﬂding" Room Descri;ftion ] % Asbestos Typeof ‘Asbgsfd_'s?
c | 016 | 211 | 307 |White Duct Glue 1020 | Chrysotile -
C 017 211 310 (Troweled Window Material NAD NA
C 018 211 307 [4" High Brown Cove Molding NAD NA
C 019 211 307 |Black Mastic from 4" High Brown NAD NA
Cove Molding
C 020 Duplicate of C021 NAD NA
C 021 211 Hall [2'x4' Ceiling Tile (Mottled Pattern NAD NA
w/Small Pinholes)
C 022 211 310 {12"x12" Floor Tile (Light Tan NAD NA
w/Brown Mottling) ‘
C 023 211 310 [Brown Mastic from 12"x12" Floor NAD NA
Tile (Light Tan w/Brown
Mottling)
C 024 211 113 112"x12" Floor Tile (Beige NAD NA
w/Brown and White Mottling)
C 025 211 112 [Drywall and Joint Compound NAD NA
C 026 211 113 |Fire Door Insulation NAD NA
C 027 211 103 |Brown Mastic from Wall NAD NA
C 028 211 103 [3'x3' Floor Tile NAD NA
C 029 211 Mech. |Duct Gasketing Material NAD NA
Room
C 030 211 Mech. {Troweled Material on Ceiling NAD NA
Room
C 031 211 Mech. |Boiler Jacket Insulation NAD NA
Room
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5.9 Building 306

None of the eight samples collected from building 306 contain asbestos. The sample
descriptions and analysis results are presented below.

Séijjple‘ Nuﬁiber Bui‘ld'ihg Room {Description i - “ _ %Asbé#tos TypeofAsbestos

I 132 306 NA  {12"x12" Floor Tile (Rust Colored NAD NA
w/Brown and Cream Mottling)

I 133 306 NA [Mastic from 12"x12" Floor Tile NAD NA
(Rust Colored w/Brown and
Cream Mottling)

I 134 306 NA [Brown Stair Tread NAD NA

I 135 306 NA |Brown Mastic from Brown Stair NAD NA
Tread

I 136 306 NA 14" Brown Cove Molding NAD NA

I 137 306 NA |Mastic from 4" Brown Cove NAD NA
Molding

I 138 306 NA  [Painted Drywall and Joint NAD NA
Compound '

I 139 306 NA |Painted Drywall NAD . NA

S5.10 Exterior Samples

The sample collected from the culvert and from the thermal pipe insulation on the south
side of building 203 are not ACM. The sample descriptions and analysis results are presented
below.

Sg;hple 'bNumbve_r, Building Room Descrip't_i'o"d' o %Asbesws TYP"OfAsbestos
X 140 NA NA |Duplicate of X-141 NAD NA
X 141 NA NA  [Culvert/Old Chimney NAD NA
X 142 203 NA  |Thermal Insulation at South End NAD NA
Exterior
16




6.0 CONCLUSIONS AND RECOMMENDATIONS

The 9"x9" floor tile assumed to be an ACM is present in buildings 101, 201, 202, and 203
at the locations noted on the drawings in Appendix A. This floor tile is in good condition except a
water damaged area in room 108 of building 203. The water damaged area is ten feet in diameter
with loose warped tiles exposing another layer of 9"x 9" tiles underneath them. The asbestos in
the tile is not friable and does not pose a threat to human health. According to State and Federal
Regulations, the tile does not have to be removed. According to the 31 October 1994
memorandum from the Office of the Under Secretary of Defense, Subject: Asbestos, Lead Paint
and Radon Policies at BRAC Properties, the ACM is not to be removed. ACM is only removed
when it is “of a type and condition that is not in compliance with applicable laws, regulation, and
standards, or if it poses a threat to human health at the time of transfer of the property.” Horne
Engineering completed a USAEC Asbestos checklist for the 9"x9" tile overall and for the water
damaged area, both have an assessment index of “E - Monitoring.”

The asbestos containing material at WRF can be safely managed in place after an effective
O&M Plan is developed. The highest USAEC Assessment Index of any of the six ACM’s is “E - -
Monitoring.” The guidance for E rated ACM, according to the checklist in Appendix C, is:

Continue Special O&M program. Take steps to prevent damage to the
ACM. Monitor the condition of all ACM frequently.

According to NESHAP 40 CFR Part 61 Subpart M, if renovation or demolition is to
occur in area with ACM, and these materials may become friable as a result of the construction
activities, it should be abated before it is disturbed by construction activities.

Recommend an O&M Plan be developed for WRF and implemented. The ACM found as
part of this survey can be safely managed in place with a proper O&M Plan.
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APPENDIX A

Figures showing sampling locations for each building
arranged in building number order:

Building 101
Building 102
Building 201
Building 202
Building 203
Building 204
Building 210
Building 211
Building 306
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APPENDIX B

Laboratory analysis results and chain of custody forms (in the attached
appendix if provided with this copy)

The laboratory results are also summarized in the body of the report and
reflected in the USAEC Asbestos Checklist summary sheets in Appendix C.

If this copy does not have the separately bound chain of custody forms and
USAEC checklists, they are available at AEC.




Oneil M. Banks, Inc.

Industrial Hygiene/Toxicology
(410) 879-4676 / FAX: (410) 879-4686

336 South Main Street
Bel Air, Maryland 21014

August 3, 1995

Mr. Bryant Bullock

Horne Engineering and Environmental Services
4501 Ford Avenue, Suite 1100

Alexandria, VA 22302

Dear Mr. Bullock:

The following are the results of analysis of the sample
submitted, for type and amount of asbestos. The analysis was
performed using a polarized light optical microscopy and dispersion
staining, using the "Interim Method for the Determination of
Asbestos in Bulk Insulation Samples" found in Appendix A to Subpart
F in 40 CFR 763.

DATE COLLECTED: 07/05/95
LOCATION: WOODBRIDGE RESEARCH
FACILITY

COLLECTOR: CLIENT ANALYST: RLT
DATE ANALYZED:07/10-07/15/95
&08/03/95

ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $0THER FIBERS $NON-FIBERS

0795-003 A001 Drywall w/ NAD 05-15%CELL 60-70%0THR
Compound Bldg 102 05-15%0THR

0795-004 A002 Countertop NAD —-——— 100%TARA
Mastic Bldg 102

0795-005 BO003 12x12 Floor NAD 01-10%CELL 75-853%TICO
Tile Bldg 101 01-05%SYNC

0795-006 BO004 Floor Tile NAD 01-10%CELL 80-90%TARA
Mastic Bldg 101

0795-007 BO005 12x12 Floor NAD 01-10%CELL 80-90%TICO
Tile Bldg 101

0795-008 B006 Floor Tile NAD 01-10%CELL 80-90%TARA

: Mastic Bldg 101

0795-009 BO007 Drywall/Joint NAD 05-15%0THR 60-70%0THR
Compound Bldg 101 10-20%CELL
Rm 102

0795-010 BO0O08 2x4 Ceiling NAD 30-403%CELL 10-20%0THR
Tile Bldg 101 30-40%MWOL

Rm 103




ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION 3ASBESTOS $OTHER FIBERS $¥NON-FIBERS

0795-011

0795-012

0795-013

0795-014

0795-015

0795-016

0795-017

0795-018

0795-019

0795-020

0795-021

0795-022

0795-023

0795-024

0795-025

B009 2x4 Ceiling
Tile Bldg 101
Lobby

B010 6" Cove Mold.
Bldg 101, Lobby

B011l Cove Mastic
Bldg 101, Lobby

B012 Gasket/
Woven Material
Bldg 101, Rm 105

C013 2x4 Ceiling
Tile Bldg 211
Room 315

C014 2x4 Ceiling
Tile Bldg 211, 3xd
Floor Hallway

C015 Drywall Bldg
211 Room 307

NAD

NAD

NAD

NAD

NAD

NAD

30-40%CELL
30-40%MWOL

70-80%CELL

30-40%CELL
30-40%FBGL

30-40%CELL

10-20%0THR

100%0THR

100%TARA

10~20%0THR

10-20%0THR

10-20%0THR

30~40%FBGL

15-25%CELL
05-10%0THR

C016 Duct Binding 10-20%CHRY 05-10%CELL

Material Bldg 211
Room 307

C017 Trowelled on
Window Material
Bldg 211 Room 310

C018 4" Brown Cove
Molding Bldg 211
Room 307

C019 Cove Mastic
Bldg 211 Rm 307

C020 DELETE-BAB
C021 2x4 Ceiling
Tile Bldg 211
3rd Fl Hallway

€022 12x12 Fl Tile
Bldg 211 Rm 310

NAD

NAD

NAD

NAD

NAD

C023 Fl1l Tile Mastic NAD

Bldg 211 Rm 310

30-40%CELL
30-40%MWOL

01-10%CELL

55-65%0THR

65-75%0THR -

100%0THR

100%0THR

100%TARA

10-20%0THR

100%TICO

80-90%TARA




LAB NO.

ESTIMATED PERCENT COMPOSITION OF MATERIAL

DESCRIPTION

$ASBESTOS

30THER FIBERS

$NON-FIBERS

0795-026

0795-027

0795-028
0795-029

0795-030

0795-031

0795-032

0795-033

0795-034

0795-035

0795-036

0795-037

0795-038

0795-039

C024 12x12 Floor
Tile Bldg 211
Rm 113

C025 Ceiling Dry-
wall, Bldg 211
Room 112

C026 Fire Door Ins.

Bldg 211 Rm 113

C027 Brown Mastic
Bldg 211 Rm 103

C028 3'x3’ Floor
Tile Bldg 211
Room 103

C029 Duct Mastic
Material/Mech Room

C030 Trowelled
Ceiling Material
Mech. Room

C031 Boiler Jacket
Insulation Mech Rm

D032 12x12 Floor
Tile Bldg 203
Main Entrance

D033 Floor Tile
Mastic Bldg 203
Main Entrance

D034 Stair Case
Tread Bldg 203
Main Entrance

D035 Stair Tread
Mastic Bldg 203
Main Entrance

D036 Plaster Wall
Material Bldg 203
Room 117

D037 Drywall

Compound Over Plas.

Bldg 203 Rm 117

NAD

NAD

NAD

NAD

<1%CHRY

NAD

10-15%CELL

10-20%0THR

100%FBGL

20-30%SYNC

01-05%CELL

55-65%MWOL

01-10%CELL

01-10%CELL

01-05%CELL
01-05%SYNC

01-05%CELL

75-85%TICO

70-80%0THR

100%TARA

100%TICO

60-70%TARA

85-95%0THR

25-35%0THR

80-90%TICO

80-90%0THR

100%0THR

100%TARA

80-90%0THR

90-95%0THR




ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $OTHER FIBERS $NON-FIBERS
0795-040 D038 Acoustical NAD —_—— 100$TARA
Tile 12x16 Bldg
203 Room 124

0795-041 D039 Acoustical NAD ———— 100%0THR
Tile Mastic

0795-042 D041 2'x2' Floor NAD 05-15%CELL 75-85%TICO
Tile Bldg 203
Room 124

0795-043 D042 Cove Moulding NAD ——— 100%0THR
Main Entrance Bldg
203

0795-044 D043 Cove Moulding NAD —— 100%TARA
Mastic/Outer

0795-045 D044 Cove Moulding NAD 01-10%CELL 80-90%TARA
Mastic/Inner

0795-046 D045 Plaster Wall NAD —_——— 100%0THR
Material Bldg 203
Room 108

0795-047 D046 Drywall NAD — 100%0THR
Compound O/Plaster
Bldg 203 Rm 108

0795-048 D047 Drywall Bldg NAD 05-10%0THR 60-70%0THR
203 Room 108 10-20%CELL
0795-049 D048 Duct Binding NAD ——— ~ 100%OTHR

Material(Tan)
Bldg 203 Rm 102

0795-050 D049 Duct Binding 5-10%CHRY 05-10%CELL 70-80%0THR
Material (White)
Bldg 203 Rm 102

0795-051 DO50 Brown Mastic NAD 01-10%CELL 80-90%TARA
on Ceiling Bldg 203
Room 102

0795-052 D051 2x4 Ceiling NAD 40-50%CELL 10-20%0THR
Tile Bldg 203 20-30%FBGL
Room 102

0795-053 D052 4" Black Cove NAD ———— 100%0THR
Molding Bldg 203
Room 125




LAB NO.

ESTIMATED PERCENT COMPOSITION OF MATERIAL

DESCRIPTION $ASBESTOS

30THER FIBERS

$NON-FIBERS

0795-054

0795-055

0795-056

0795-057

0795-058

0795-059

0795-060

0795-061

0795-062

0795-063

0795-064

0795-065

0795-066

D053 Black Cove NAD
Mastic Bldg 203
Room 125

D054 4" Brown Cove NAD
Molding Bldg 203
Room 124

D055 Brown Cove NAD
Mastic

D056 Drywall Bldg NAD
203 Rm 125

D057 Ceiling Plast. NAD
Bldg 203 Rm 225

Tan Cemen. Layer

White Painted Layer NAD
White Chalky Layer NAD
D058 Black Duct

Binding Bldg 203
Room 225

05-10%CHRY

D059 6" Black Cove NAD
Molding Bldg 203
Room 224

D061 Brown Mastic NAD
Bldg 203 Rm 224

D062 Black Mastic NAD
on Cork Bldg 203
Room 219

D063 2x4 Ceiling NAD
Tile Bldg 203
2nd F1l Hall

D064 2x4 Ceiling NAD
Tile Bldg 203
2nd Fl1l Hall

D065 2x4 Ceiling NAD
Tile Bldg 203
2nd Fl Hall

DO66 Drywall NAD
Bldg 203 Rm 210

05-10%CELL

01-05%CELL
05-10%0THR
20-30%CELL

01-10%CELL

05-10%CELL

40-50%CELL
20-30%MWOL

20-30%CELL
20-30%FBGL

20-30%MWOL
20-30%FBGL

10-20%CELL
10-20%SYNC

80-90%TARA
100%0THR

90-95%TARA
50-60%0THR
80-90%0THR
100%0THR
100%0THR
70-80%0THR

100%0THR

100%TARA

100%0THR

10-20%0THR
30-40%0THR
30-40%0THR

50-60%0THR




1

ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $OTHER FIBERS $NON-FIBERS
0795-067 D067 Drywall NAD 10-20%CELL 60-70%0THR
05-10%SMNC

0795-068 D068 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 203 20-30%FBGL
Room 210

0795-069 D069 Press Board NAD 90-95%CELL 01-05%0THR
Bldg 203 Rm 202

0795-070 EO070 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Room 106

0795-071 EO071 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Room 106

0795-072 EO072 Drywall NAD 05-10%0THR 60-70%0THR
Bldg 201 Rm 106 10-20%CELL

0795-073 EO073 Debris in NAD 10-20%0THR 10-20%0THR
Steamline Chase 20-30%SYNC
Bldg 201 Rm 106 10-20%CELL

05-10%FBGL

0795-074 EO074 12"x12" 01-10%CHRY 01-10%0THR 70-80%0THR
Floor Tile Bldg
201 Main Ent.

0795-075 EO075 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Main Entrance

0795-076 EO076 Brown Mastic NAD ———— 100%TARA
Bldg 201 Main Ent.

0795-077 EO077 Primary Ceil. NAD 10-20%CELL 55-65%0THR
Material Bldg 201 05-15%0THR
Room N101A

0795-078 E078 Plaster Wall NAD 10-20%CELL 70-80%0THR
Material Bldg 201
Room N101

0795-079 EO079 Drywall Comp. NAD ———— 100%0THR
Over Plaster Bldg
201 Room N101

0795-080 EO081 TSI Pipe NAD ———— 100%0THR

Sealant Rm N10Q1A




ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $0OTHER FIBERS $NON-FIBERS

0795-081 EO082 12"x 12" NAD 20-30%CELL 30-40%0THR
Acoustical Tile 20-30%FBGL
Bldg 201 Rm N107A

0795-082 E083 Brown Mastic NAD ———— 100%TARA
Bldg 201 Rm N107A

0795-083 EO084 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Rm N107A

0795-084 E085 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Room N107A

0795-085 E086 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Bldg 201 20-30%FBGL
Room N107B

0795-086 EO087 4" Black NAD ———— 100%0THR
Cove Molding
O/S Rm N107A

0795-087 E088 Brown Mastic NAD ——— 100%TARA

0795-088 E089 6" Black Cove NAD ——— 100%0THR
Molding Bldg 201
Room N109

- 0795-089 EO090 Cove Brown NAD 05—10%OTHR. 80-90%TARA
Mastic

0795-090 EQ091 Plaster Wall NAD 05-10%CELL 80-90%0THR
Bldg 201 Rm N11l1

0795-091 EQ092 Debris in NAD 05-10%CELL 70-80%0THR
Electrical Chase 05-10%SYNC
Rm N111

0795-092 EO093 Drywall NAD 05-15%CELL 60-70%0THR
Rm N116 Bldg 201 05-15%SYNC

0795-093 EO094 Brown Mastic NAD ———— 100%$TARA
Bldg 201 Rm N118

0795-094 E095 12"x12" Floor NAD 01-10%CELL 80-90%TICO
Tile Bldg 201
Room N118

0795-095 E096 Drywall, Hall NAD 10-20%CELL 60-70%0THR
North Wing 05~10%0THR




ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $OTHER FIBERS $NON-FIBERS

0795-096 EQ097 4" Brown Cove NAD ———— 100%0THR
Molding Bldg 201
Room E157

0795-097 E098 Brown Cove NAD ———— 100%TARA
Mastic

0795-098 E099 Drywall NAD 10-20%CELL 60-70%0THR
Bldg 201 Rm E157 05-10%0THR

0795-099 E101 12"x12" NAD 80-85%FBGL 10-15%0THR
Acoustical Tile
Bldg 201 Rm E169

0795-100 E102 Brown Mastic NAD - 100%TARA
Bldg 201 Rm E169

0795-101 E103 12"x12" NAD 80-90%CELL 01-10%0THR
Acoustical Tile
Bldg 201 Rm E169

0795-102 E104 12"x12" Floor NAD 01-05%CELL 90-95%TICO
Tile Bldg 201
Room E169

0795-103 E105 wWall Plaster NAD 05-10%CELL 80-90%0THR

~ Bldg 201 Rm E166

0795-104 E106 Particle NAD ———— 100%TARA
Board Mastic Rm E168

0795-105 E107 Duct Binding 05-15%CHRY 05-10%0THR 65-75%0THR
Material Rm E166

0795-106 E108 Drywall NAD 10-20%CELL 60-70%0THR
Rm. E166 05-10%0THR

0795-107 E109 Plaster Wall NAD 05-10%CELL 80-90%0THR
Rm. E166 - b -

0795-108 E110 Drywall NAD 05-10%SYNC 60-70%0THR
S. Wing Hall 10-20%CELL

0795-109 E111 2x4 Ceiling NAD 20-30%FBGL 30-40%0THR
Tile W. Wing Hall 20-30%CELL

0795-110 E112 Drywall NAD 10-20%CELL 60-70%0THR
Rm. w148 05-10%0THR

0795-111 E113 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Rm W151 20-30%FBGL




ESTIMATED PERCENT COMPOSITION OF MATERIAL

LAB NO. DESCRIPTION $ASBESTOS $OTHER FIBERS $NON-FIBERS

0795-112 E114 4" Brown Cove NAD e 100%TARA
Molding Rm W140

0795-113 E115 2x4 Ceiling NAD 20-30%CELL 30-40%0THR
Tile Main Entrance 20-30%FBGL

0795-114 F116 4" Black Cove NAD ——— 100%0THR
Molding Bldg 202
Room 121

0795-115 F117 Cove Molding NAD - 100%TARA
Mastic

0795-116 F118 Gray Fibrous NAD 05-10%0THR 10-20%0THR
Material Above 118 60-70%$MWOL
Bldg 202

0795-117 F119 Drywall NAD 01-10%0THR 60-70%0THR
Rm. 115 10-20%CELL

0795-118 F121 12"x 12" NAD 70-80%FBGL 10-20%0THR
Acoustical Tile
Room 103C Bldg 202

0795-119 F122 Ceiling NAD 10-20%CELL 60-70%0THR
Drywall Rm 101 05-10%0THR

0795-120 F123 12"x 12" 05-10%CHRY ———— 80-90%TICO
Floor Tile Rm 101
F123 Mastic 01-05%CHRY 01-05%0THR 80-90%TARA

0795-121 F124 Drywall Ceil NAD 05-10%0THR 60-70%0THR
Board Rm 103C 10-20%CELL

0795-122 F125 4" Black Cove NAD ——— 100%0THR
Molding Rm 114

0795-123 F126 Cove Molding NAD —-—— 100%TARA
Mastic Rm 114

0795-124 F127 Drywall NAD 10-20%CELL 60-70%0THR
Rm 120 05-10%0THR

0795-125 G128 12"x 12" ~ NAD ——— 100%TICO
Floor Tile Bldg 210

0795-126 G129 Floor Tile NAD ———— 100%TARA
Mastic Bldg 210

0795-127 H130 Concrete NAD ———— 100%0THR

Floor Bldg 204




LAB NO.

ESTIMATED PERCENT COMPOSITION OF MATERIAL

DESCRIPTION

$ASBESTOS

$OTHER FIBERS

3NON-FIBERS

0795-128

0795-129

0795-130

0795-131

0795-132

0795-133

0795-134

0795-135

0795-136

0795-137

0795-138

H131 Concrete

Ceiling
I132 12"

Floor Tile,

NAD
Bldg 204

x 12"
1st

NAD

Floor Bthrm Bldg 306

I133 Floor Tile

NAD

Mastic/Bthrm

Bldg 306

I134 Stair Tread

Between

NAD
1st/2nd

Floor Bldg 306

I135 Stair Tread

Mastic Bldg 306

I136 4"

Brown Cove NAD

Molding/Maint. Bay

Bldg 306

I137 Brown Mastic

NAD

Maint. Bay Bldg 306

I138 Drywall 2nd
Floor Bldg 306

I139 Drywall
Stairway Bldg 306

X141 0ld Chimney

Culvert

X142 TSI
Bldg 203

ASBESTOS TYPE

NAD=No Asbestos Det.
CHRY=Chrysotile Asb.
CROC=Crocidolite Asb.
AMOS=Amosite Asbestos
TREM=Tremolite Asb.
ACTI=Actinolite Asb.
ATHO=Anthophyllite Asb.

NAD

NAD

Exterior NAD

Southside

OTHER FIBERS
CELL=Cellulose
FBGL=Fiberglass
MWOL=Mineral wool
POLY=Polyester
SYNT=Synthetic
OTHR=Other
NONE=None

05-

10-
10-

10-
05-

05-
20-

100%0THR

100%TICO

10%CELL 80-90%TARA

100%0THR

100%TARA

100%0THR

100%TARA

20%CELL
20%SYNC

50-60%0THR

20%CELL
10%SYNC

60-70%0THR

100%0THR

10%CELL
30%SYNC

50-60%0THR

NON-FIBER TYPES
CACO=Calcium Carbonate
CASO=Calcium Sulfate
MICA=Mica
TICO=Tile components
TARA=Tar/Adhesive
OTHR=Other
NONE=None




A representative of this Company has conducted an evaluation
including sample preparation and analysis to determine the
presence, type and amount of asbestos in the samples collected and
submitted by the client. This evaluation relates only to the
samples tested and did not include verification of data supplied by
the client as to sample source. This Company shall not be liable
for any use of this report beyond the scope of the above
limitation.




Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklist ﬁ ! o .
Summary < repair
o > 3 g
m o2 » 8-, 1]
L ERHEEE BEEREESE
. SMEISEER - SEEEEEEE .
218 | £ =18 |T|e|<|E HAREIREIE - 4
£ = g slo|2|all|eld “lelSih|a|3|shEL:
§15 =2 R - S80I &5 s|8|cls|a]|38
n|Z ajc Description a|=|<|a|{F|a Sl<|<|<|5 |00k
A[001 | 102INA Painted Drywall and Joint ofojojofoJo 0j41211]0}1
Compound
Al002 | 102]NA Tan Countertop Mastic 40{0jJ0(0]0]0 0] 4 041
B{003 | 101{102 12"°x12" Floor Tile (Gray withg. (] 01 0f0}{0}{0{0 0] 4 0f2
White and Gray Mottling) k|
B{004 | 101]102 12"x12" Floor Tile Mastic 0j{of0ojoJojo0 0[4)1311]0]2
(Gray with White and Gray
Mottling)
B|005 | 101|NA 12"x12" Floor Tile (Gray with 0j0f{0j0)0]|0O 0(4]3[1]0}2
White and Grav Mottling)
B|006 | 101|NA Black Mastic from 12"x12" 0j|0|0f0}]oO 0]l413j110]2
Floor Tile (Gray with White ;
and Grav Mottling)
B{007 | 101|102 Drywall and Joint olojojofo 0141311102
B{008 | 101j103 2'x4' Ceiling Tile (Marble 110]0]0{0 0|4)13|1]0}2
Pattern w/Pinholes)
Bl00S | 101|1NA 2'x4' Ceiling Tile (Marble 110l0[0]O0 0[4]3}1110]2
Pattern w/Pinholes)
B]010 | 101{NA 6" Black Cove Molding 0J010J0]0 0j]413{1]j0]2 2
BJO11 | 101]NA  [Black Mastic from 8" Black ofolojofo 0]4({3]1}0(2
Cove Molding i
Bj012 | 1011105 Duct Gasketing Material 0]0J10]0|0F 014]13[1]0}2
C|013 | 211|315 2'x4' Ceiling Tile (Wormy 0{0jOjO0|[0OL 0j4)31110}]2
Pattern w/large Pinholes) -
C|014 | 211jHall  |2'x4' Ceiling Tile (Wormy 1]10]0j0]0 014|311]0712}
Pattern w/Small Pinholes)
C{015 | 211{307 Drywall and Joint 0{0}J0|JO}JOE 0]4]3|1]0]2
C1016 | 2111307  |White Duct Glue 0l0J0O[1}]0 0j0]l1f2]0]2
Cl017 { 2111310 Troweled Window Material 0]0]0j0{0O 01413(110]2
C{018 | 211|307  |4" High Brown Cove Moldin 010101010 014)13[1]0]1 .
CJ019 | 211|307  {Black Mastic from 4" High 0j01010]|0¢} 014]3]11]0(2
Brown Cove Molding
C|020 Duplicate of C021
Cl021 [ 211fHall  |2'x4’ Ceiling Tile (Random 0l0j0(0{0 014131110} 2
Mottled Pattern w/Small o
Pinholes) -
C|022 | 211{310 12"x12" Floor Tile (Light Tan 0|0}0(0|0¢E 041311072
w/Brown Mottling)
Ci{023 | 211|310 Brown Mastic from 12"x12" 0]0J0{0]0 0141311102
Floor Tile (Light Tan
w/Brown Mottling) .
Cl024 { 211}113 12"x12" Floor Tile (Beige 0[0{0|0OjOF 0141310]0}2
w/Brown and White : -
Cj025 | 211}112 Drywall and Joint 0{0J0{0|0¢E 0l4]3]10|0]2
C|026 | 211|113 Fire Door insulation 0]0]0}0|0¢E 0[413]1]0]2
C|027 | 2111103 Brown Mastic from Wali 0jojojofo 041111107}
CJj028 | 211}103 3'x3' Floor Tile 0l]0]0|0j0¢F 0141111101} 1
C1029 | 211|{Mech. |Duct Gasketing Material 0jJOo{0jojo0¢p {10}1f1]1107}1
Room i o
Final Page 1




Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklisth Prox
Summary ' to
repair - .
13 ok o 3
[ @ b o [l
Szl |2 B8 l2 |2\ 2] |E| 5 5}
. | e MEEHEH - S HEEHEEE
o|g g S|l .Islsl<|EL HAERERIEE
212 | 5|8 g|5|5(SlafS} L1g|s|a]|e| 2k
® |3 3|0 - SII[DL 1S 5E 13|83 (=|2|2|2k
0|z o | Description o= |<|ad]~]|a Sl<|<|<|>|0|5
C|030 | 211|Mech. |Troweled Material on Ceiling 0lOJO]OfOfOE Oft111(1j0]1
Boom
C{031 | 211}Mech. |Boiler Jacket Insulation 00 00 111111011
Room
D{032 | 203{Main [12"x12" Floor Tile (Tan 0 ojofo 41311{0]|2
Ent.  }w/Orange, Brown, and
White Mottlina)
D]033 | 203|Maint. |Black Mastic from 12"x12" 010|0|O0[O} 4131102
Floor Tile (Tan w/Orange, :
Brown. and White Mottling)
D}034 | 203|Main [Staircase Tread 0{0|0|0}0]0¢ 413[1]0}2
Ent,
D]035 | 203|Main [Mastic from Staircase Tred {o0jofojolojo 413[1}10]2¢
Ent :
DJ036 | 203{117 |Tan Plaster Base Material 10]0}10{0J0]|0¢ 41311102
D|037 | 203|117 |White Drywall Material Over §0j0]0]|]0(0|0O¢ 413111012
Tan Plaster
D]038 | 203|124  |Brown Mastic from 12"x16" {0jo0f{ojojojo 41311102
Acoustical Tile (3/8" Dot : -
Pattern) :
D039 | 203|124 |12"x16" Acoustical Tile (3/8" {0[0]0|0jO|OF 41311102}
Dot Pattern) ' '
D1{040 Duplicate of D041 '
D041 | 203{124 [2' x 2' Floor Tile 0[0]O0J0O]|O|OE 413[1]0]2
Dj042 | 203|Main |6" Black Cove Molding 0jojolOofjoO]|OE 4131|1012}
Ent :
D|043 | 203{Main |Tan Mastic from 6" Black 0j0]JOjOjO|OL 41311042
Ent Cove Molding (Quter Laver)
D1044 | 203|Main [Black Mastic from 8" Black 0j0{0|O0}0]O0E 4131110]|2
Ent. |Cove Molding (Inner Laver) :
D045 | 203[108 Tan Plaster Base Material 0]0j0|0fj0]|0} 41311102
Dl046 | 203|108 White Drywall Material Over 0j0]jO0]JoOlOojO¢ 41311102
Tan Plaster .
DJ047 | 203{108 |{Drywall and Joint 0]0jJ0J0]0]|O0E} 413[1]j0]2
D048 | 203]{102 [Tan Duct Glue 0[|0j0]010]0¢% 011110} 2
D}049 { 203{102 |White Duct Glue 0j0JOJOl1]0E 0111202
D050 | 203|102 Brown Mastic 0J0|0(0[|0]0E 01311102
D{051 | 203{102 [2'x4' Ceiling Tile (Mottled 0[{010f0]0|0E 413]110]2
Pattern w/Small Pinholes) ‘ :
D052 | 203|125 14" Black Cove Molding 0]0]0|0t0]O0E 4131110]2
D]053 | 203|125 |Brown Mastic from 4" Black ojojojojo|ok 413111012
Cove Molding
D|054 | 203|124 4" Brown Cove Molding 01]0j0J0|0}0¢F 413111012
D[055 | 203|124  |Brown Mastic from 4" Brown 0j0j0f0jO|O0¢} 413|1}j0(2
Cove Molding ‘
D}056 | 203|225 [Drywall and Joint 0{0[0]0|0]|OE 41311]0]2
D057 | 203|225 [Plaster 01]0]0]0j0]O0 013]1]0]2
D]058 | 203|225 |Black Duct Glue 0j]0[0]JOf1]|0F 0}13]2]0}]2
D059 | 203[224  [6" Black Cove Molding olojo|o}lo]o 413111012
D{060 Duplicate of D061 7

n
5
QL

oy
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Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklist] 3| l t' ox
Summary @ ©
repair
- ] o
22| |51583].. ol |&
elo|s|B] 12181 |E| =3
ol o ® SNEAs = 3|8 2 121519
=13 Ele {2151818|<5 clel2lsleleld
E|E 2ils 18=1&|5181¢ =13[2|»121318
3|3 S| o Slefala|gl; sl13|cl=|a2|o|c
n|=Z @|x Description a2 |<|ad|~|a Sl<|<|<|{>[0|3
D|061 | 203{224 |Brown Mastic from 6" Biack Ojo|OfO]JOjOE 0j413]1]0]2
Cove Molding
DJ062 | 203{219  |Brown Mastic from 0{0J0j0]J0]0 0|4 1102
Corkboard
D063 | 203|2nd  |2'x4' Ceiling Tile (Mottled ofojojofojo 0j4]31110]|2
Floor [Pattern w/Pinholes)
Hall :
D|064 | 203|{2nd  |2'x4' Ceiling Tile {Marbled 0jo|0jofo0io0 0143111012
Floor [Pattern w/Pinholes)
Hall
D065 | 203{2nd  [2'x4' Ceiling Tile (Wormy 0jo|0j0]0]0 0{4|31110]2
Floor |Pattern w/Pinholes)
Hall
D|o66 | 203{210 Beige, Painted (2 coats) 010j0101o0 0j413j110(2}
Drywall apd Joint :
D]067 | 203}205 |Drywall and Joint 0{0]0j0JO0} 0l4]3]1]0]2
D|068 | 203|210  [2'x4' Celling Tile (Mottled 0j0j0J0}o0 0141311]0]2
Pattern w/Pinholes)
D|069 | 203|202 |Tan Pressboard 010j0j010]0 014]3j110]2
EJ070 | 201|N106 [2'x4’ Ceiling Tile (Mottled ofojojofo]|o0 0141311012
Pattern w/Pinholes)
E£1071 | 201|N106 {2'x4' Ceiling Tile (Marbled 0jo0|l0j0]0]0 0143|1102
Pattern w/Pinholes)
E|072 | 201jN106 [Drywall and Joint 0010|0010 0j413]110]2
E|073 | 201{N106 {Debris in Steamline Chase o[fojojofo]o 0joj1}1fjo0]2
E}074 | 201|Lobby [12"x12" Floor Tile (Beige ojofojoy1tyjo 0]4}13|12]0}2
w/White and Grav Mottling)
E|075 | 201[Hall ]2'x4' Ceiling Tile (Pocked ojtJofojofo 413111012
w/Small and Large Pinholes)
EJ076 | 201]|Hall Brown Mastic 0]0}J0J0f0 41311]0]2
£]077 | 201|N101A[4'x8' Primary Ceiling 0j0|[0j0}o0O 0j1}j1}j04]2
EJ078 | 201{N101A{Tan Plaster Wall Material 010[0]0}O0 413]110{2
EJ079 | 201|N101_|Drywall Plaster Compound 0]0JO|OjOFE 413]110]2
E£{080 Duplicate of E081
E[081 | 201|N101A|White Thermal System Pipe | 0]0]0}0}0E 1111 0]1
Sealant
E|082 | 201|N107A}12"x12" Acoustical Tile (1/2" 0OjojojofofO0E 41311042
Dot Pattern)
E{083 | 201|N107A|Brown Mastic from 12"x12" 0]1]0|0|0{0]0EK 413111012
Acoustical Tile (1/2" Dot ;
Pattern) S
E[084 | 201|N107A[2'x4’ Ceiling Tile (Straight 0jo|0j0]0]0 413]1|012
Wormy Pattern w/Small and
Large Pinholes)
E|085 | 201|N107B|2'x4’ Ceiling Tile (Marbled 110{0}0 413111012
w/Manv Pinholes)
E}086 | 201|N107C|2'x4' Ceiling Tile (Bone 1]10{0]0 413|1[0]2
Colored, Marbled,
w/Pinholes)
E£1087 | 201|{N107 |4" Black Cove Molding 0]0]0]0 4131140412
Final
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Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklist} & -?X
Summary G °
repair
— 3 Q
2| . AR
°ls 11213 Elx|g
N SEIG 121212|5|58(E]2k
2fg 2 | T8l c|2IXl2 42131
g1g | 5|§ Slafe|o “l215|a|5|{2]g
E 513 o R EZR s s{3|gl=|2]|8|82
wn|z @|c Description 2l |m|E |l |<|<|>]|01|3
E|088 | 201|N107 [Brown Mastic from 4" Black 0[0[O0]O 014]311]0]2
Cove Molding
E}089 | 201|N109 [6" Black Cove Molding 010{0]0 10t4)13[1]0]2
E|0S0 | 201|N109 |Brown Mastic from 6" Black 0jojo|o0 (314)3]1]0}2
Cove Molding
E|091 | 201IN111 |Plaster Wall 0{0j010 11211101
EJ092 | 201|{N101 [Electrical Chase Debris 0l]0]J01{0 001|011
E[093 | 201fN116 {Drywall and Joint 01000 413j1]0]2
E]094 | 201{N118 |Brown Mastic Above Ceiling 0{0]J0}0O 0l111j032
E|095 [ 201|N118 |12"x12" Floor Tile (Beige 0jo0jo0lo0 41311]10]2
w/Brown and White
E|096 | 201jW154 [Drywall and Joint 001010 413]110][3
EJ097 | 201[E157 |4" Brown Cove Molding 0(0f0}0 413]1{0}2
E]098 | 201{E157 [Mastic from 4" Brown Cove 0101010 4131110(2
Molding
E|099 | 201}E157 |Drywall and Joint 010{0]|0 4131110¢}2
E[{100 Duplicate of E101
E}101 | 201|E169 [12"x12" White Acoustical 0{0]0]0 4131102}
Tile (1" Dot Spacinag)
E{102 | 201|E169 |Brown Mastic from 12"x12" 0j0]0]|0 41311102}
White Acoustical Tile (1" Do
Spacing)
E|103 [ 201|E166 [12"x12" White Acoustical 0101010 4{3|1|0{2
Tile (1/2" spacing)
E|104 | 201|E166 [12"x12" Floor Tile (Beige 110]01}0 413117072
w/White and Gray Mottling)
E|105 | 201{E166 [Wall Plaster 0j0f01fo0 413]1]0]2
E|106 | 201{E168 |Particle Board Tan Mastic 010j0/[0 41311101}
E|107 | 201|E166 [White Duct Glue 0[0]O¢{1 41312]0]2
E|108 | 201|E166 |Drywall and Joint 0101010 413(110]2}:
E|109 | 201|E166 {Green Painted Wall Plaster 0]0]10]0 413{1]0{2
E|110 | 201|Hall  [Drywall and Joint 0j0}0]o0 4113|1102}
(S120) jCompound
E{111 | 201[Hall [2'x4' Ceiling Tile (Mottled 1101010 413111012
(W148 }w/Pinholes)
)
E|112 | 201{W148 |Painted Drywall and Joint 0|]0f0¢{0 41311]07]2
Compound
E[113 | 201{W151 |2'x4’ Ceiling Tile (Pocked 1101040 413111012
w/Small and Large Pinholes
E[114 | 201|W140 [4" Brown Cove Molding 0/0]0]0O 413]1]01{2
E]115 | 201{Maint. [2'x4’ Ceiling Tile (Wormy 0|ojojo 413[110]2
w/Large Pinholes and
Woven Texture)
F{116 | 202|121 4" Black Cove Molding . 010010 413]110]2
F1117 | 2021121 Brown Mastic from 4" Black § 010j01}0 41311]012
Cove Molding
F1118 | 202|117  [Gray, Fibrous Debris 0{0}j010 11110} 1
F|119 [ 202]115 |Painted Drywall and Joint 0i10f{0¢f0 413111012
Compound
Final
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Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklist§ § ? A
Summary repair _ %/
— |3 e} © g
22l |3 . AR k4
o |« 2 =23 £ gl = g
SEIEIE AN -
215 | 2 HEEHEE SEHEEEEE .
ElE | 2|5 21 2la|&lgld =18(2|2|2| 3| shetE
SE =l - ZlIgQl 1S5 S|g|3|sj2l|8ie :
w|z Q| Description o2 |<{d || Z|l<j<|<|5|0I>
F}120 Duplicate of F121 .
Fl121 | 202/103C |12"x12" White Acoustical gjofojojojo 0[4]3]1]0]1
Tile w/Small Pinholes ‘ -
Fi122 | 202|101 Drywall and Joint | 0l]0jo0J0f0 0[4]12]1]0]1
F[123 | 202|101 12"x12" Floor Tile (Green 0{of0]1¢(0 0|4]212101]1 ¢
and Gray w/White Streaks) ; il
F|123A) 202|101 |Black Mastic from 12"x12" j01o0flofjofi1{o 0O(4]212]0]1 '
Floor Tile (Green and Gray :
w/White Streaks) ? :
Fl124 | 202{103C |Ceiling Material giofofojofjoi} 0j413j1]0}2
F{125 | 202{114 4" Black Cove Molding {0]0}10J0}J0JO0O} 0]14|3}1]0}2
Fl126 | 202{114  |Brown Mastic from4"Black § /{ 0]/ 0[0f0[ 00 0{4(1311]0j2
Cove Molding '
F1127 | 202}120 Drywall 0lo0fjojo0jolo 0[41311}107]2
G|128 | 210{NA 12"x12" Floor Tile oi(ocfojoflojol O(411]1]0}1 7
w/Black & Whi .
G[129 [ 210|NA Tan Mastic from 12"x12" go{ojofojojo O[4f1f{1]0]1 ,
Floor Tile (Beige w/Black & o
White Mottling) . -
H{130 | 204{NA Concrete Floor 0j]0]0{0]|0O¢} 0)]4j0]1}j0]1 o f
H}131 [ 204]NA Concrete Ceiling 0}J]0J0J0O]0OKk 014]0}1]0]1 .
11132 1 306|NA 12"x12" Floor Tile (Rust 0f0j0|0|0¢ gl14211]02 z
Color w/Brown and Cream “ .
Mottling} s
11133 | 306|NA Mastic from 12"x12" Fioor 0jojofojojo 0l14(12|1]0]2 '
Tile (Rust Color w/Brown 3
and Cream Mottling) ~
11134 | 306|NA Brown Stair Tread 010]0[0]J0O]O¢} 01413j1107]2
11135 | 306|NA Brown Mastic from Brown ofofo]ofofo 0f{4f3(1]0of2 ¢
Stair Tread
11136 | 306|NA 4" Brown Cove Moiding 010j0j0f{0]o0O 0141311[0¢2 -
11137 | 306|NA Mastic from 4" Brown Cove 0jo0jof{o}joto Ol4]13(1]0]2 :
Molding o
11138 | 306{NA Painted Drywall and Joint 0j]0j0]0]o0O 014131012}
Compound .
11139 | 306{NA Painted Drywall 0/0f0[0]0 0]4]3}1]0]2
X{140 Duplicate of X-141
X]141 [NA |NA Culvert/Old Chimney 010[0]0]O0 Kk gft1ji1f1]o0]1
X{142 | 203|NA Thermal insulation at South 0{0]0}1010Fk Ot4f(111]0}1
End Exterior .
TOT General Assessment of All
201 9"x9" Floor Tile Assumed To §\
202 Be ACM per the Scope of .
NAINA 203 [NA Work 010]0¢1]0 0j4]13j2]0}2 b
NAINA ]203{108 [9"x9" Floor Tile 210101 1]0¢ 043|212
Final Page 5




LAW

ENGINEERING AND ENVIRONMENTAL SERVICES

July 24, 1995 W;‘TW P

Mr. Bryant Bullock L J Vi & L
Horne Engineering Services, Inc. =SS LLJJ
4401 Ford Avenue e
Suite 1100

Alexandria, VA 22302

Subject: Bulk Sample Analysis
Woodbridge Research Facility
LAW Project 20340-5-0639

Dear Mr. Bullock:

Law Engineering and Environmental Services, Inc. (LAW) has completed the analysis of the
building material samples submitted on July 11, 1995. Attached are the Chain of Custody,
Summary of Sample Analysis, and the Bulk Sample Analysis Sheets.

The samples were analyzed using Polarized Light Microscopy (PLM) coupled with dispersion
staining techniques as outlined in The Environmental Protection Agency's "Interim Method for
Determination of Asbestos in Material Insulation Samples” (EPA-600/M4-82-020, December
1982), with the following exceptions: High dispersion refractive index oils were used when
appropriate and quantification of components was performed by visual estimate.

LAW appreciates this opportunity to serve Horne Engineering Services, Inc.. If you have any
questions concerning this report, please do not hesitate to contact us.

Sincerely,
LAW ENGINEERING AND ENVIRONMENTAL SERVICES, INC.

Ay 2

Ronald M. Combs
Laboratory Manager, Facilities Environmental Services

Principal Engineer

RMC/PJB:alm

LAW ENGINEERING, INC.

4465 BROOKFIELD CORPORATE DRIVE « CHANTILLY, VA 22021
(703) 968-4700 o FAX (703) 968-4778

ONE OF THE LAW COMPANIES (B
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APPENDIX C

The enclosed summary table shows the numerical results from the USAEC
Asbestos checklist for every asbestos sample in each of the assessed areas. The
Assessment Index value comes from the table at the back of the USAEC Asbestos
Checklist. Note that the “percent asbestos” column is rated as a zero for all the
materials in this report based of the criteria established in the USAEC Asbestos
Checklist. According to the criteria all non-friable ACM is rated as a zero
regardless of the actual percent asbestos. All of the materials in this report are non-
friable. The laboratory analysis results with percentage asbestos in each material
are shown in the tables in the body of the report.

The original checklist assessment categories correspond to the summary
sheets. Th enclosed full version of the USAEC checklist explains the criteria for
assessing each material sampled.

These 144 checklists (142 samples and two additional checklists for the
9"x9" floor tile assumed to contain asbestos) show how each material sampled was
assessed by category. These checklists are shortened versions of the USAEC
Asbestos Checklist eliminating the explanatory information to compress the six page
original form to a single piece of paper. AEC approved the reduced version to make
the checklist more convenient for field use and to save paper.
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Checklist Results Tabulation

Woodbridge Research Facility USAEC Checklist§ Prox
: Summary ' o
repair o ‘
|3 o O
g2 @ ol ISk
§§§§ /EE‘%E%EE.
25 | 2 HERHER EEEEHEHE
sle | S|€ 2|8|5[8|2|8 A EEEIEE
SE 5|9 " |0 125 s|8|8l=|2|o|ch
n|Z oo o= Description oS |<|d|~|a Si<|<|<|> [0 13
A]00T | 102INA — |Painted Drywall and Joint 0]0]0]0]0]0 014[2]1]0]1
Compound & |
AJ002 [ 102{NA Tan Countertop Mastic g8 10/0j0f0Jl0O]O {0[4]2]1 1
Bl003 | 101102 12"x12" Floor Tile (Gray withj 0101010101} 0 1014131 2
White and Gray Mottling) |
Bl004 | 101]102 12"x12" Floor Tile Mastic o(o0jojoyofo {014]3]1]072
(Gray with White and Gray
Mottling)
B{005 | 101]NA 12"x12" Floor Tile (Gray with 0j0]0j0]10]0 0)1413}110]2
White and Gray Moitling)
B{006 | 101{NA Black Mastic from 12"x12" ojoflojofo]|oO 0
Floor Tile (Gray with White :
and Gray Mottling) : 2
B{007 | 101]102 Drywall and Joint 010]0]0J0]0 0
B}008 | 1014103 2'x4" Ceiling Tile (Marble {oj110|010]0 0
Pattern w/Pinholes)
B|009 | 101[NA 2'x4' Ceiling Tile (Marble 0j110]01010% 0
Pattern w/Pinholes)
B|010 | 101{NA 6" Black Cove Molding 0j0]0]04010 0
Bl{011 { 101]NA Black Mastic from 6" Black ojlojojototfo 0
Cove Molding
B[012 | 101]105 Duct Gasketing Material 0(10}0]0}j0}0 0
Cl013 | 211|315 2'x4’ Ceiling Tile (Wormy {0}0j010)0])0 10
Pattern w/L arge Pinholes)
C|014 | 211{Hall  [2'x4' Ceiling Tile (Wormy 0{110]l0{0]|0 0
Pattern w/Smail Pinholes)
Cl015 | 211{307 Drywall and Joint 101010]0f{0]0O 0
C|016 | 211]307 White Duct Glue 0010|011 ]0F 0
C|017 { 211|310 Troweled Window Material 0{0]0J0j0}0 0
C|018 | 211307 4" High Brown Cove Molding 010j0|0i010¢E 0
Cj019 | 211|307 Black Mastic from 4" High 0fo0j0Jj0)01}i0 0
Brown Cove Molding
C1020 Duplicate of G021
C[021 | 211|Hall 2'x4' Ceiling Tile (Random 0jo0f0jo0fo|o0 014(3|1]0]2
Mottled Pattern w/Small
Pinholes) %
Cj022 | 211310 12"x12" Floor Tile (Light Tan} 0j0j0j0]|0]0 0]14|3]1]0]2
w/Brown Mottling) .‘
C|023 | 211|310 Brown Mastic from 12"x12" § ojo|0jofo|o 0141311102
Floor Tile (Light Tan
w/Brown Mottling)
Cl024 { 211|113 12"x12" Floor Tile (Beige 0jo0j0j]0}j0f0 01413101072
w/Brown and White 1
Cl025 | 211[112 Drywall and Joint 0[0]0]0]00 p 0141310021}
C{026 | 211[113 Fire Door Insulation 0[0]0]010{0¢% 01413]1]0]2F
C|027 | 211|103 Brown Mastic from Wall 0]0]J]0]J0|0{0¢E 01411111011
C1028 | 2111103 3'x3' Floor Tile |0]0J0j0l0]|0E Oj4]1]1]07]1
Cj029 | 211|Mech. |Duct Gasketing Material g|jojojoj0f{og Oj1{1|1}10]1
Boom :
Final
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[} e

[@] (@] (o] (o]

of |8

g e
gg%e%ég.,
2|28 glalciaf
=|213|210[813
e AN AL ER R 3
8|5l 3I2F
Zl<|<|< |50 D
IEREAERCRE 3
sl il (o[ ] §4
0lal3l1]0]2 7
043102;{'
02131102 &
0jal3|1]0]2| i
0la4l3[1]0]2
olal3[1]o]2] kB
ol4|3[1]0l2| Kio
o[+ 3|0l 2]
ol4l3|i(ol2|
T B
ol4a[3[1|ol2| §i®
0l4|311]0]2
0la]3l1]0l2f
ol4|3f1]ol2] B
ola|3f1]0o]2
olo[il1lol2l
0lolil2lol2l B
0l013]1]0]2 =
01413[1]0]2 ,
olaj3f1j0]2 i
o[a[3[1[o[2[
0l4]3[1]012}|
0l41311]0]2
ola|3[1]0]2
0jolal1]ol2]
0l0l3[2]0]2
0l4l3]1]0]2

Woodbridge Research Facility USAEC Checklist§ ’ trgx
Summary § << repair
o _ =] 6
g 22| |2
E O+ Q
Sl El5|=]2
elg | 2 =12 18|312 |3
2|2 | 2|5 FHEHERE
@l3 ER ] L a2 |3 {N|i%ls
»|z m | Description T IR
€030 | 211]Mech. |Troweled Material on Ceilingf [ 0[0]{0j0{0 |0
Room
Cl031 | 211|Mech. {Boiler Jacket Insulation 0(010§3]010
Room
D{032 | 203|Main |12"x12" Floor Tile (Tan 0jo|0|0 0
Ent. |w/Orange, Brown, and
White Mottlina) _
D[033 | 203{Maint. |Black Mastic from 12"x12" cjl0jo0j0jo0]o0
Fioor Tile (Tan w/Orange,
Brown. and White Mottlina)
D|034 | 203|Main |Staircase Tread 010[0|10f0]0
Ent o
DI035 | 203{Main |Mastic from Staircase Tred 0{0]0j0]0]|0
Ent
Dj036 | 203j117 Tan Plaster Base Material 0j0[0{0}0]0
D{037 | 203|117  |White Drywall Material Over 0jolo|J0{0]|O
Tan Plaster
D|038 | 203|124 Brown Mastic from 12"x16 0l0j0|l0]01{0
Acoustical Tile (3/8" Dot
Pattern)
D039 | 203}124 12"x16" Acoustical Tile (3/8" 0101010} 01]0
Dot Pattern)
D040 Duplicate of D041 i
D041 | 203|124 2' x 2' Floor Tile 0]1]0j]0}10]04{0
D{042 | 203{Main |6" Black Cove Molding joloJojojojo}
Ent.
D043 | 203{Main |Tan Mastic from 6" Black {0|]0}0|J0]0}0
Ent Cove Moldina (Quter Laver) ]
D{044 | 203{Main |Black Mastic from 6" Black 0|{0]0}0]0]0
Ent Cove Molding (Inner Laver) :
D|045 | 203}108 Tan Plaster Base Material 0/]0]0}101]0
D|046 | 203(108 White Drywall Material Over {0|J0l0|0}0
Tan Plaster »
D047 { 203j108 Drywall and Joint 0]0{0jJ0]0]0
D048 | 203]102 Tan Duct Glue 10/0{0]l0]0}0
D1049 | 203]102 White Duct Glue 0/]0{0]0]14{0
D050 | 203]102 Brown Mastic 10J0[0J0}10JOE
Djos1 | 203|102 2'x4' Ceiling Tile (Mottled jojofojojo|o
Pattern w/Small Pinholes) ' j
D[052 | 203{125 4" Black Cove Molding i0lojojof0Ol0O%
D|053 203|125 |Brown Mastic from 4" Black {0]010}0}040
Cove Molding 1 ,
D054 | 2031124 4" Brown Cove Molding 101010]04010
D|055 | 203|124 Brown Mastic from 4" Brown 0j0(010j0]0
Cove Molding
D056 | 203|225 Drywall and Joint 10]0§0]01]0
D]057 | 203|225 Plaster 10]0]0J01]0
D058 | 203|225 Black Duct Glue 0[0{0]O}1
D[059 | 203j224 |6" Black Cove Molding 1010[{0]01}0
D}060 Duplicate of D061 1

Final
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Woodbridge Research Facility USAEC Checklist:ﬁ% :(c))x
Summary 1543 repair
® =13 I g
g 212 |gtzlz]. o |&
= o 8| 212131 gggégga
2lo = =18 |zls|<|E cie >80 13k
glg | =15 Elals|a|elal8 “1o|5|ale| 2| gk
dl3 =18 . R R L R s|8|Gl=|l2|0olck
n\|Z @la Description a|2|<|alF|a =< |<|<|>5]|0|5§
Djos1 | 203]224 Brown Mastic from 6" Black glolofJo}jo]f0 0(4]3]1]0]2
Cove Moiding
Dlo62 | 2031219 Brown Mastic from 0l]0|0}0j010 014 102
Corkboard
Dj063 | 203j2nd 2'x4' Ceiling Tile (Mottled 10]10]10j0]0]0 01413111012
Floor |Pattern w/Pinholes) :
Hall
D064 | 203 Qr?d 2'x4' Ceiling Tile (Marbled 0/0]l0|0}0}0 0|4j3f1}1012
Floor [Pattern w/Pinholes) :
Hall .
DJ065 | 203{2nd 2'x4' Ceiling Tile (Wormy ojofojojojo 0j4]13]110]2
Floor |Pattern w/Pinholes)
Hail
D066 | 203|210 Beige, Painted (2 coats) {0]0|0j0|0}j0F 0j41311]10¢2
Drywall and Joint :
D067 | 203{205 Drywalil and Joint 0j0]l0j0J0|0E 0]4]3]1}j0]2
DJ068 | 203{210 2'x4' Ceiling Tile (Mottled 0]0j0|0}f0]|0% 0|4]311]0(2
Pattern w/Pinholes)
D|069 | 203}202 Tan Pressboard 0101010(01]0 0]1413]1110]2
E|070 | 201|N106 |2'x4’ Ceiling Tile (Mottled Jojojojo0(0]|oO 0]4131110]2
Pattern w/Pinholes)
Ej071 | 201fN106 }2'x4' Ceiling Tile (Marbled {0j0j0|0]0}o0 0j4]311§0](2
Pattern w/Pinholes)
Ej072 | 201|N106 |Drywall and Joint 0]0]0§0]01}0 0]4]13}110{2
Ej073 | 201{N106 |Debris in Steamline Chase J0]0[0§0[0]0 010]1}11}012
E|074 | 201{Lobby |12"x12" Floor Tile (Beige § {O0[0[O0}0[1]0O 041312012
w/White and Gray Mottling)
E|075 | 201{Hall |2'x4' Ceiling Tile (Pocked joj1{ofjojofoO 0{4]311}10})2
w/Small and Large Pinholes)§ &
E}076 | 201jHall Brown Mastic : 010101071010 0{4)3}11]0¢(2
E[077 | 201]N101A|4'x8' Primary Ceiling JO[0[0]O0]OC|OF 0j10}1}11]0{2
EJ078 | 201f{N101A|Tan Plaster Wall Material JoJolojojojol 31413111012
E}079 | 201|N101 |Drywall Plaster Compound oloJolojolol 31413111012
E£(080 Duplicate of E081 :
E1081 | 201{N101A|White Thermal System Pipe§ | 0}0j0j010]|0 Oj1j1111011
Sealant . i
EJ082 | 201§N107A12"x12" Acoustical Tile (1/2"§ 100|001 0{0]| O 0141311]012
Dot Pattern) -
E}083 | 201{N107A|Brown Mastic from 12"x12" 10l0|0]0j0]0 0]14]3]1]10]2
Acoustical Tile (1/2" Dot
Pattern)
E|084 | 201|N107A|2'x4' Ceiling Tile (Straight § | 0]J0j0}j 0|00 014131102
Wormy Pattern w/Small and §
Large Pinholes) :
E|085 | 201|N107B{2'x4" Ceiling Tile (Marbled 40]110{0j0]0 §w 0(41311]0;2
w/Many Pinholes) ] .
E]086 | 201|N107Cj2'x4’ Ceiling Tile (Bone Tol1]ololofolb#] 0i{413}1110712
Colored, Marbled, '
w/Pinholes) : :
E|087 | 201|N107 |4" Black Cove Molding M 0{0{010{01]0 ¢ 0l413}{1]01|2
Final
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Woodbridge Research Facility USAEC Checklist

Summary

Assess

o

Room

Description

. Part | Damage A

rox

_,
o .
g S
=

Unoccupied Fac.

2| Building

2

N

—_

07

Cove Molding

Brown Mastic from 4" Black

of Physical

ofl Water

of A.Spray/Trowel
off B.Pipe/duct insul

of Type ACM

of Percent Asbestod

of Mat Friability
» ¥ Accessibility

wf Activity/ Use

—B Air Stream

of Visible Damage

roff Occupancy

201

N109

6" Black Cove Molding

(e}

o

—

o

N

201

N109

Brown Mastic from 6" Black
Cove Molding

o

o

[=] o]
(o] o]

(=] ]

ojo
[0%] [ ]

By B

-t

(o]

N

081

201

N111

Plaster Wall

092

201

N101

Electrical Chase Debris

093

201

N116

Drywall and Joint

094

201

N118

Brown Mastic Above Ceiling

095

201

N118

12"x12" Floor Tile (Beige
w/Brown and White

(o] (o] (o] [o] {o]

o|o|ojo]o

(@] {e] o) (o] (el
ojolo|olo

(o] o} le] (o] o)

ojojojojo

H|O|H]|O|=

Wl—=lw|Oo|rn

Iy QUOFY JUNY DI Y

Qjojo|ojo

A1 Fhe] 1)1 B B

096

201

W154

Drywall and Joint

(]

o

o

o

o

w

097

201

E157

4" Brown Cove Molding

098

201

E157

Mastic from 4" Brown Cove
Molding

(] {e]

(o] (o]

(o] (o] (=]
(@} {e]

(@] [

(=] (] [en)

E RN B

Wlwfw

(=] [e]

099

201

E157

Drywall and Joint

100

Duplicate of E101

101

201

E169

12"x12" White Acoustical
Tile (1" Dot Spacing)

m| mim{m| mimlm| m|mmimml mlml mf Sample

102

201

E169

Brown Mastic from 12"x12"

Spacing)

White Acoustical Tile (1" Dotl

m

103

201

E166

12"x12" White Acoustical
Tile (1/2" spacina)

104

201

E166

12"x12" Floor Tile (Beige
w/White and Gray Mottling)

—

o
o

o

105

201

E166

Wall Plaster

N

w

(=]

106

201

E168

Particle Board Tan Mastic

107

201

E166

White Duct Glue

108

201

E166

Drywall and Joint

109

201

E166

Green Painted Wall Plaster

mimjmymjmjm m

110

201

Hall

(5120

Drywall and Joint
Compound

(o] (o] o] (] (o] (]

(@] {e] [o] (o] [e] (]
(=] [e] [o] (@] (] (=]

(o} lo] le] D4 (o] (o]

N FNS FNY FNY ENY S

WiWWjwlw]|w

olojojojofo

m

111

201

Hall

(W148

2'x4' Ceiling Tile (Mottled
w/Pinholes)

—

(@]
(@]

(@]

oY

w

o

112

201

)
W148

Painted Drywall and Joint
Compound

113

201

W151

2'x4' Ceiling Tile (Pocked
w/Small and Large Pinholes

114

201

W140

4" Brown Cove Molding

mimy mj m

115

201

Maint

. [2'x4’ Ceiling Tile (Wormy
w/Large Pinholes and
Woven Texture)

116

202

121

4" Black Cove Molding

NN

no

T}

117

202

121

Brown Mastic from 4" Black
Cove Moldina

118

202

117

Gray, Fibrous Debris

—_

MM

119

202

115

Painted Drywall and Joint
Compound

Final
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Woodbridge Research Facility USAEC Checklist § mﬁ{gx f‘%ﬁ :
Summary p : repair n
o8 - =S o ok
g 212 18} N ol |8}
'g °lG SR =128 El =B
a ElS(=1&£ 15|Z|D|E|s|g|2k
= o -l S[D|O =k Je|2ix|%|C|512
2l c Zlolo|®lel<ic 1={212|28le|a|3%
gt | 2|5 1512(2|8|8gl8 =18lz|2|2|3|8}
@ | > 5|0 . = 1% | | o | Slo|lol=j2|10|£k
n|Z @ |x Description o|2|<|d |~ |a Z|<|<|<|5|0|5§
F[120 Duplicate of F121 -
F[121 | 202}103C [12"x12" White Acoustical ojojolo 0 311{0{1
Tile w/Small Pinholes
Fl122 { 202|101 Drywall and Joint 0j0}j0]o0 101412111011 ;
F[123 | 202{101 12"x12" Floor Tile (Green  § 0101001 {014]|2]2|0]1 ,,;
and Gray w/White Streaks) 3 o
F[123A 202[101 Black Mastic from 12"x12" ofojof1 0j4]12]2(0]1 9
Floor Tile (Green and Gray
w/White Streaks)
F[124 | 202{103C [Ceiling Material 0j0]0]O 0j4}3}1[0]2
F[125 {202]114 [4" Black Cove Molding 0jo0jo]oO 1014§311]0][2
F[126 | 202|114 [Brown Mastic from 4" Black 0j0101(0 Oj413]110]12¢
Cove Molding
F[127 | 202{120 [Drywall 0{0}j0}0 1014131110[2}
G128 | 210INA 12"x12" Floor Tile (Beige 0jo0jo|o 014|111 0]1
w/Black & White Mottling) :
G|129 | 210{NA Tan Mastic from 12"x12" o(o0fjo|o JO0l4 11110 1¢
Floor Tile (Beige w/Black &
White Mottling) .
H{130 | 204{NA Concrete Floor 0]0]10[0 10}4j0}110]1
H|{131 | 204|NA Concrete Ceiling 0[{0|0]O {014]011}071]1
11132 | 306{NA 12"x12" Floor Tile (Rust ofojofo 40141211012
Color w/Brown and Cream :
Mottling) CoR
11133 | 306|NA Mastic from 12"x12" Floor 010]0]0 0142|1102}
Tile (Rust Color w/Brown
and Cream Mottling) A o
[}134 | 306[NA Brown Stair Tread 0{0]0}0 01413111012} Rit
i1135 | 306|NA  |Brown Mastic from Brown olo|o]oO {ol4j3|1]0]2] [0
Stair Tread .
{1136 { 306{NA 4" Brown Cove Molding 0l0[0}0 10j4]311{0] 2} Big
11137 | 306|NA Mastic from 4" Brown Cove o|jof|ofo 01413j1]0]2
Molding : v -
11138 | 306[NA Painted Drywall and Joint ojo]0}foO 10141311102} §%0
Compound .
11139 | 306{NA Painted Drywall 0J]o]O]oO 0}4}3[1]10]2} B8
X[140 Duplicate of X-141 2 -8
X141 |INA |NA Culvert/Old Chimney 0/10]0{0 Oj1]J1}110}{1 4
X{142 | 203|NA Thermal insulation at South ojo0fo0|o Oj4|1}j1][0]1 L2
End Exterior e
TOT General Assessiment of All -
201 9"x9" Floor Tile Assumed To -
202 Be ACM per the Scope of ok
INAINA |203[NA  |Work 0fojo]1 0la|3f{2]0]|2} ft
ENAINA [ 203]108  [9"x9" Floor Tile 21010/ 1 10141312 {1[2}
Final Page 5
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USAEC GUIDELINES
FOR
ASBESTOS HAZARD ASSESSMENT
IN U.S. ARMY FACILITIES




Assessment Process

1. Assessment is used to determine if corrective action is needed,
what corrective action to use and prioritizing the corrective
actions.

a. Identify the type of Asbestos Containing Material (ACM) by
taking bulk samples (i.e., wall board, pipe insulation, surface
compound, etc.).

b. Evaluate the potential for fiber release (exposure
potential) .

c¢. Identify and assess the current condition of ACM using the
following information:

1. Physical damage: If damage is present from vandalism,
accidental physical contact or any other cause. Evidence of debris
on horizontal surfaces, hanging material, dislodged chunks,
scrapings, indentations, or cracking are indicators of poor
conditions. If coated surface gives when slight hand pressure is
applied or the material moves up and down with light pushing, then
the ACM is no longer tightly bonded to its substrate.

2. Water damage: Inspect the area for visible signs of
water damage, such as discoloration of or stains on the ACM; stains
on adjacent walls or floors; buckling of the walls or floors; or
areas where pieces of the ACM have separated into layers or fallen
down, thereby exposing the substrate.

3. Deteriorating or delaminating from substrate: Inspect
the area for quality of installation (i.e., separating into layers,
adhesive failure) or environmental factors which affect the
cohesive strength of ACM.

4. ACM in poor condition means the binding of the material
is loosing its integrity as indicated by peeling, cracking, or
crumbling of the material.

d. Identify potential for future damage, disturbance, or
erosion of material, including accessibility of material, frequency
the area is used, activity likely to cause damage and any planned
changes to the area.

e. Other important factors that must be included in the
assessment of ACM are the inherent friability of the material,
percentage of asbestos in the material, where material is located,
number of people in the area, the duration of occupancy, location
of ACM to air plenum or direct airstream and importance of the"
area.




In most cases the asbestos material is covered with a protective
jacket of cloth, tape, paper, etc. These bonding materials will
prevent the material from becoming friable and/or airborne.

a. Most non-friable materials can be broken without
releasing significant guantities or airborne asbestos fibers.

2. Surfacing materials are usually bonded and will not
become airborne unless disturbed (i.e. vibration, drilling, etc.).

3. The amount of ACM should be identified as linear feet
or square feet.

£. All supporting building documentation should be included
in the individual building reports (i.e., building drawings,
sampling data, assessment data of homogenous materials, work
sheets, etc.).

g. ACM checklists are provided in two parts (Figure la and
1lb) . Use this checklist for assigning risk and exposure numbers.
Using the numbers derived from the checklists, enter the matrix in
Table 1 and find the corresponding assessment index. Then refer to
Table 2 for definition of assessment index. The higher risk and
exposure numbers and assessment index letters should be used only
if there is a high probability of personnel exposure.

h. Asbestos Management Program requirements are outlined in
Chapter 10 of reference a.

i. Recommend following the guidance provided in Chapter 2 of
reference b and Chapter 5 of reference ¢ for conducting asbestos
surveys.

j. Recommend following the guidance provided in Chapter 4 of
reference b and Chapter 6 of reference ¢ for factors involved in
assessing ACM.

k. Recommend following the guidance provided in Chapter 6 of
reference b and Appendix E for Sampling/Analytical Procedures.

1. The new key definitions reproduced from EPA Final Rule,
"National Emission Standards for Hazardous Air Pollutants; Asbestos
NESHAP Revision" are as follows:

1. Regulated Asbestos-containing material (RACM) means
(a) Friable ACM, (b) Catergory I non-friable ACM that has become
friable, (c¢) Catergory I non-friable ACM that will be or has been
subjected to sanding, grinding, cutting, or abrading, or (d4)
Catergory II non-friable ACM that has a high probability of
becoming or has become crumbled, pulverized, or reduced to power by
the forces expected to act on the material in the course of
demolition or renovation operations.




2. Catergory I non-friable ACM means asbestos-containing
packings, gaskets, resilient floor covering and asphalt roofing
products containing more than 1 percent asbestos.

3. Category II non-friable ACM means any material,
excluding Category I non-friable ACM, containing more than 1
percent asbestos that, when dry, cannot be crumbled, pulverized, or
reduced to power by hand pressure.

4. Friable ACM is any material containing more than 1
percent asbestos by weight that hand pressure can crumble,
pulverize or reduce to power when dry, as defined in the National
Fmission Standards for Asbestos (40 CFR 61.142). ACM with less than
1 percent is not regulated and does not require any action.

If the Host Nation, State or Local Government's definition for ACM
defers from the USEPA's regulation, the assessor should use the
most stringent criteria.

5. Non-friable ACM is any material containing 1 percent
asbestos by weight that hand pressure cannot crumble, pulverize or
reduce to power when dry, as defined in the National Emission
Standards for Asbestos (40 CFR 61.142).

References:

a. AR 200-1, Environmental Protection and Enhancement

b. EPA 560/5-85-024, Guidance for Controlling Asbestos-Containing
Materials in Buildings

c. TM 5-612, Asbestos Control
d. Title 40, Code of Federal Regulations, Part 61, Subpart M

e. National Emission Standards for Hazardous Air Pollutants




Figure 1la
USAEC ACM ASSESSMENT CHECKLIST

Installation: Bldg/Rm No. :
Facility/Office: Inspector name/date:
Part 1: DAMAGE ASSESSMENT
Physical. Assess damage based on evidence of surface accumulation;
or the condition of the sprayed-on or trowelled-on surface

materials; or physical deterioration or delamination of materials
using hand pressure.

(0) None * Non-asbestos materials; or no damage or evidence
of material fallout; or material is in fair to
good condition; or non-friable ACM, (i.e., floor
tile, wallboard, etc.); or ACM with less than 1
percent.

(1)Minimal * Isolated and very small areas (less than 10
percent) of material damage or fallout; or
controlled space and accessed by maintenance
personnel only; or uncontrolled/
unoccupied space.

(2) Low * Visible evidence of some surface accumulation;
or controlled space and accessed by maintenance
personnel only; or uncontrolled/ unoccupied
space.

(3)Moderate* Visible evidence of small areas (less than 10
percent) of surface accumulation; or controlled
space and accessed by maintenance personnel
only; or uncontrolled/ unoccupied space.

(5)High * Visible evidence of widespread surface
accumulation; or uncontrolled space and easily
accessed by occupants.

Water.
(0) None No water damage.

(1) Minor Visible water damage (less than 10 percent) of
ACM.

(2) Major Visible water damage (greater than 10 percent) of
ACM.,

* Note: If any one or a combination of these criteria are met

assign the corresponding value and line out the criteria that does

not apply.
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Proximity to items for repair. If both A and B apply, score the

one with the highest rating. (Check all that apply. Maximum of 3

points.)

A,

Sprayed-on or Trowelled-on: Could the friable ACM be

damaged by routine maintenance activities ?

No routine maintenance 1is performed within the areas.
Egual to or greater than 5 ft.
Equal to or greater than 1 ft but less than 5 ft.

Less than 1 ft from routine maintenance areas oOr a
ceiling panel contaminated with ACM must be removed.

Pipe, Boiler, or Duct insulation: Could damage occur as a

result of routine maintenance or by occupants of building.

(0) No.
(3) Yes.
Type of ACM.

(0) * Non-asbestos materials; or non-friable ACM, (i.e.,
floor tile, wallboard, etc.) in good to fair condition;
or ACM with less than 1 percent.

(1) Miscellaneous ACM (i.e. Ceiling tiles, etc).

(1) * Boiler; or pipe insulation; or other ACM insulation
materials (Not accessible to occupants).

(2) Non-friable ACM (i.e., floor tile, wall board, etc.) in
poor condition.

(2) * Boiler; or pipe insulation; or other ACM insulation
materials (Accessible to occupants).

(3) * ACM on exterior of supply ducts; or capable of being
introduced into air ducts (i.e. Deteriorated ACM
located in area of air ducts; or above suspended
ceilings).

(4) * Sprayved-on; or trowelled-on surface ACM (Accessible to
occupants) .

* Note: If any one or a combination of these criteria are met

assign the corresponding value and line out the criteria that does
not apply.
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Percent Asbestos.

____(0) Less than 1 percent ACM.
(1) 1 to 30 percent ACM.

__(2) 31 to 50 percent ACM.

__ (3) Greater than 51 percent ACM.

Note: If the percent asbestos content is less than 1 percent or

non-friable asbestos (in good to fair condition) then the total for
percent asbestos category will be zero (0).

DAMAGE (D) TOTAL (Max 20,Min 0)
Bulk sample results should be reported using the following format:

Sample No. Type Asbestos % Source

Analysis performed by
(Lab/Name/Date)




Figure 1b
USAEC ACM ASSESSMENT CHECKLIST
Part IT: EXPOSURE ASSESSMENT

Material Friability. Defined by USEPA: "hand pressure can crumble,
pulverize, or reduce to power when dry."

{(0) Non-Friable Material (i.e., Floor tile, wall
board, Binder's, etc.) in good to
fair condition.

(1) Low Friability Material difficult to crumble by
hand.
(2) Moderate Friability Material fairly easy to dislodge

and crush.

(3) High Friability Material easily reduced to powder;
or broken by hand.

Occupant Accessibility to ACM Fibers.

(0) Low Accessibility * Materials are not exposed; or
totally isolated by permanent
barrier; or accessible only
during infrequent, occasional
maintenance activity; or no air
flow from the friable insulating
material location to occupants of
the building, or storage areas.

(1) Moderate Accessibility* Only a small percent of material
exposed; or material above a
suspended ceiling; or material
contacted during maintenance or
repair; or material exposed, but
not accessible to activity of
normal occupants.

(4) High Accessibility * A large percent of material
exposed; or material accessible
to occupants; or airborne
transport during normal
activities.

* Note: If any one or a combination of these criteria are met
assign the corresponding value and line out the criteria that does
not apply.




Activity/use.

_{(0) None No Activity/Storage activities.

(1) Low Infrequent maintenance activities only.
__(2) Moderate Frequent maintenance activities only.
__ (3) High Normal occupant activities.

Air Stream/Plenum.

(0) None No perceptible air flow in the room or
area.

(1) Present Air flow and no evidence of ACM
present.

(2) Present ACM is exposed to perceptible or

occasional air streams.

(3) Present * Air flow and evidence of ACM present
in supply ducts/plenum; or
recirculated; or subjected to routine
turbulent; or abrupt air movement.

Area of vigible surface or damaged ACM.

(0) Less than 10 cubic or linear feet (small areas should be
repaired ASAP).

(1) 10 to 100 cubic or linear feet.
(2) 100 to 1000 cubic or linear feet.
(3) greater than 1000 cubic or linear feet.

For Occupied Facilities Only.

Population. This involves defining average occupancy as the total
number of building occupants and outside visitor traffic into a
room or area during a 8 hour period. For example, a reception area
in a DEH shop has 1 person assigned to the area. There are 15
individuals (including the receptionist) assigned to the building.
They have approximately 240 customers (visitors) in the building
during a 8 hour period. On average, each customer (visitor) is
serviced and departs the building within 30 minutes.

* Note: If any one or a combination of these criteria are met
assign the corresponding value and line out the criteria that does
not apply.




(Outside visitors x time spent/8 hours) + building = Average
in area/room occupants occupancy

Example: ([240 visitors x 0.5 hours]/ 8 hours) + 15 occupants = 30
....................................................... Score as 2

_ (1) Less than 9 or for corridors.

—(2) 10 to 200.

__(3) 201 to 500.

. (4) 501 to 1000.

__ (5) Greater than 1001.

(5) Medical facilities, youth centers, child care facilities,

or residential buildings, regardless of the population, will be
assigned to this category.

For Unoccupied Facilities Only.

__ (0) No ACM or less than 1 percent

____ (1) Non-friable ACM in good or fair condition.

(2) Non-friable ACM in poor condition.

__ (3) Friable ACM in good condition.

— (5) Friable ACM with visible evidence of damage.

EXPOSURE (E) TOTAL (Max 26,Min 0) Inspection (Date)

Note: Provide any other relevant information on observations in

the space provided below. If additional space is needed attach
additional pages as necessary.




Table 1

Determination of an Assessment Index

Using the Damage and Exposure values derived from the checklist
(Figure la and 1b), enter the matrix below and find the
corresponding assessment index.

Damage
(L <D< 17)

20-16

15-10

5-1

Exposure (4 < E < 28)

26-20

A

A

Note: If D and/or E equal zero (0),

will be assigned.

19-15 14-8 7-1
A B C
B C D
C D E
D E F

then the assessment index of F




v

Assessment Index

Table 2

Recommended Management Corrective Actions

A

Immediate Action- Follow-up actions may
include isolation of the area, the
restriction of access and/or immediate
removal of the ACM. If removal i1s indicated,
action planning should include a detailed
survey. This condition will require a near
term expenditure of funds. Managers must know
exactly what needs to be done to eliminate
the asbestos hazard and how to use available
funds most effectively.

Action as Soon as Possible- Initiate a
Special O&M* program immediately. Possible
follow-up actions may include limiting access
to the area and scheduling of removal during
periods of low activity in the facility, not
waiting for the normal repair and maintenance
cycle.

Planned Action-Initiate a Special O&M=*
program. Removal should be scheduled as part
of normal repair and maintenance cycle of a
facility, minimizing cost and disturbance.

Repair-Initiate a Special O&M* program.
Damaged areas should be repaired, where
"repair" means returning damaged ACM to an
undamaged condition to contain fiber release.

Monitoring-Continue Special O&M* program.
Take steps to prevent damage to the ACM.
Monitor the condition of all ACM frequently.

No Immediate Action- Continue Special O&M*
program until major renovation or demolition
requires removal or until assessment factors
change.
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Assessment by accredited personnel* (in-house or contractor) who
are experienced in and qualified to conduct asbestos assessments is
required. Accredited personnel are Industrial Hygienists (American
Board of Industrial Hygiene (ABIH) certified or who meet the Office
of Personnel Management's 0690 classification standard) or other
trained personnel with a minimum of 1 year experience in asbestos
assessment activities and who are accredited in the specific area
they will be responsible for (Inspector management Planner,
abatement designer, contractor, supervisor, and abatement worker)
as specified in the Toxic Substance Control Act (TSCA) 15 USC
Section 2646 (b) (i).

* An enclosure or encapsulation will require an O&M plan to
increase their effectiveness.




